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EXISTING SAN. DROP TO
REMAIN

RELOCATED SAN DRAIN TO
NEW DROP

REMOVE EXISTING PLUMBING
DROP FROM ROOF LEADERS NEW SLAB CUT AREA FOR NEW

BURIED SANITARY LINE

EXISTING WATER SERVICE TO
REMAIN

EXISTING ELEC.
SERVICE TO REMAIN

INSULATED LOW WALL AT
STRETCHING AND GYM AREAS
TO BOTTOM OF UPPER BRICK
WALL

EXISTING EGRESS STAIR TO
REMAIN- INSTALL NEW TREADS

REMOVE EXISTING WALLS AT
STAIR LANDING

INSTALL LABELLED 20 MIN.
DOOR AT TOP OF STAIRS

SITE CORNER MARKED BY
SURVEYOR TAG NAILED INTO
LANDSCAPE WALL

APPROX. PROPOSED SAN.
DROP

DETERMINE BEST ROUTE
FOR NEW DRAIN AFTER
DRAIN INSPECTION

INFILL BASEMENT WINDOWS
WITH GLASS BLOCK

EXISTING ELEC. METER
LOCATION

DOOR BOND-OUTS AT O.H.
DOORS TYPICAL

COORDINATE FINAL T.O.W. IN
FIELD

MECHANICAL
ROOM

STAIR
HALL

EXISTING
DRIVEWAY
TO REMAIN

PROPOSED
GARAGE

CONNECTOR
ENTRY DECK

EQUIP.

1. TREADMILL
2. STAT. BIKE
3. 9 X 10 UNIVERSAL STATION
4. 10 X 8 UNIVERSAL
5. 10 X 10 STRETCH MATT
6. SITUP MACHINE
7. (2) TV
8. ELLIPTICAL

BATHROOM
LIN.

SAUNA

LOWER AREA
UNDER
PLUMBING
DROP- RAISE
PIPES

SHOWER

STORAGE 2

STORAGE 1

STRETCHING

TV 1

TV 2
SIDE BAR

EXERCISE /
GYM

EXISTING
EGRESS
STAIR TO
REMAIN

EXISTING
PORCH TO
REMAIN

GAS SERVICE
LOCATION

EXISTING CONC.
WALKWAY TO REMAIN

PATCH EXISTING
DRIVEWAY -SQUARE
CUTS

GENERAL BASEMENT
NOTES:

1. CONSIDERING A LINER AND
CLOSED CELL FOAM OVER THE
RUBBLE PORTION OF THE EXISTING
FOUNDATION

2. CONSIDERING EXPOSED AREAS
OF BRICK AT THE STRETCHING
AREA. SEE PRELIM. FINISH
SCHEDULE

3. LIGHTING DESIGN NOT
DEVELOPED. THE CEILING CAVITY
WILL BE COMPRESSED.
CONSIDERING RECESSED CANS.

4. NOTE REMOVAL OF EXISTING
SLAB TO INSTALL NEW SUB-SLAB
PLUMBING. EVALUATE EXISTING
SANITARY LINE.

5. MECHANICAL SCOPE INCLUDES
 -REMOVAL OF DISCONTINUED
 LINES, PIPES, FURNACES,  
 WATER HEATERS , ETC.
 -INSTALL NEW FLEX HOT  
 WATER LINES TIGHT TO  
 FRAMING
 -NEW GAS PIPING TIGHT TO  
 FRAMING FROM SERVICE TO  
 NEW HI- EFF. BOILERS
 -NEW SUB SLAB DRAIN
 -NEW BATHROOM
 -NEW WATER LINES TIGHT TO
 FRAMING 
 
6. ELECTRICAL TO BE ENHANCED
WITH ABOVE AVERAGE OUTLET
COUNT AND LIGHTING

7. ASBESTOS APPEARS TO HAVE
BEEN REMOVED

8. ONE HOUR RATED SUSPENDED
CEILING TO BE INSTALLED AT
CERTAIN BASEMENT AREAS-
PLEASE REFER TO THE FINISH
SCHEDULE AND DETAILS.

9. CONTRACTOR TO VERIFY LOT
LINE AT PROPOSED GARAGE
BASED UPON INSTALLED
SURVEYOR MARKER LOCATED AT
WEST CORNER OF SITE

* 7'-8 1/2" FROM
EXIST. SLAB TO
FRAMING

* 7'-1" FROM EXIST.
SLAB TO UNDERSIDE
OF EXISTING BEAM

FINISH SCHEDULE
FLOORROOM N0./ NAME NOTES/REMARKS

STRETCHING/
GYM

WALLS BASE

CONC. PAINTED CLOSED CELL

CEILING

SEE INSULATION SPEC.CPT
PAINTED GWB/ EXPOSED

BRICK UPPER
PAINTED WD.

SUSP. 1 HR. RATED CEILING
TILE

MECHANICAL

BATH

SAUNA

NA

STORAGE 1

STORAGE 2

STAIR HALL

TILE PAINTED M.R. BOARD

CEDAR CEDAR CEDAR

PTD. GWB.EXISTING SLAB

CEDAR

15 MIN. RATED PAINT AT FOAM

TILE

5/8" TYPE X GWB

PAINTED 5/8" GWB

NEW GARAGE
ENTRY PTD. GWB. W/ WD. CHR. RAILTILE PAINTED 1 X 6 WD. PAINTED GWB 1 HR. RATED WALL AT GARAGE COMMON WALL

CUSTOM SAUNA

CONC. PAINTED CLOSED CELL NA 15 MIN. RATED PAINT AT FOAM5/8" TYPE X GWB

CONC. PAINTED CLOSED CELL NA 15 MIN. RATED PAINT AT FOAM5/8" TYPE X GWB

PAINTED WD.
SUSP. 1 HR. RATED CEILING

TILE

FURNACE
ROOM

1

2

NEW LAWN AREA

NEW LANDSCAPE PAVER
AREA

EXISTING LANDSCAPE
PAVER AREA TO REMAIN

GREEN SPACE

GREEN SPACE

NEW GREEN
SPACE

GREEN SPACE

GREEN SPACE

GREEN SPACE

SD

CO

1
A-601

1
A-601

1
A-203

1
A-202

1
A-201

1
A-204

SCALE: 1/4"   =    1'-0"
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