
1" ROUND HAND RAIL TO

DIE INTO CORNER FRAMING

EXISTING ROOF EDGE AND

FRAMING

NEW WOOD GUTTERS

BOTTOM OF FRAMING

 TO BE 7'-9" AFF
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LOOSE  FILL INSULATION

BETWEEN INTERIOR SPACES

CENTER LINE

1 X 8 FIR JOISTS @ 24"

FASTEN 

3

4

" PLYWOOD TO 2X4 SLEEPERS

WITH 

1

4

 X 3 1/2" FASTENMASTER

HEADLOK SCREWS 1 / 3 SQ FT MAX.

2'-0"1'-6"

2 

1

2

" FLASHING WITH COUNTER

FLASHING BEHIND

MARVIN ALL ALTREX

FIXED WINDOW

2 X 4 PT FRAMING @ 16" OC

TO CREATE OVERHANG (NOT SHOWN)

WITH 3 

1

2

" POLYISOCYANURATE  IN BETWEEN

TAPERED POLYISOCYANURATE

INSULATION FROM 1" TO 2"

EXSTING 2X6

BALLOON FRAMING

3 

1

2

" GALVANIZED STEEL SUPPORT

COLUMNS (BEYOND)

DOUBLE 3 X 6 BRACKET TO SIMULATE

BELVIDERE SUPPORT BEAM

RESTRUCTURE EXISTING EAVE

 AS NECESSARY

RUNTRAL RADIANT BASE BOARD

DOUBLE 10" LVL WITH 2" RIGID

 INSULATION IN BETWEEN

GALVANIZED STEEL

COLUMNS BEYOND
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PAINTED POPLAR SILL

A5.2

LEFT FOR

MORE

   DETAIL

GWB PAINT
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