
3/16" = 1'-0"

PROPOSED ATTIC FLOOR

NORTH

0   1                   5                       10 FEET 

 DN

PORCH

KITCHEN EXHAUST FAN

500 CFM

EXHAUST THROUGH ROOF

BRICK

CHIMNEY

EXISTING

BRICK CHIMNEY

VELUX

SKYLIGHT

TRUE

NORTH

5' RUNTAL 2

BASE BOARD

8' RUNTAL 2

BASE BOARD

BATHROOM EXHAUST

200 CFM AIR TO AIR

HEAT EXCHANGER

BAXI OR RINNAI WALL

MOUNTED GAS BOILER /

WATER HEATER

ELECTRICAL SERVICE

SUB-PANEL

SLANTFIN

BASE BOARD

GAS FIREPLACE

FIREPLACE FLUE

5' RUNTAL X3

BASE BOARD

10' RUNTAL 2

BASE BOARD

ELECTROLUX

WASHER /

DRYER

3" WASTE LINE TO CLOSET

DROP BELOW FLOOR

FRAMING
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