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SCALE: NONESCALE: NONE

600A

1 1/2"C - 3 #2 & 1 #8 GROUND

GROUND BUS

NEUTRAL BUS

3/4"C-1#1/0 BARE COPPER 
TO NEC APPROVED 
GROUND, BLDG STEEL, 
WATER MAIN, GROUND ROD

SCALE: NONESCALE: NONE

FINISHED GRADE

METER STACK - 120/240, 1 PHASE, 3 WIRE 
SQUARE D "EZ METER PAK" 600A MAIN 
BUS - 22,00 AIC MAIN BREAKER

72" MAX HEIGHT 

TO CENTERLINE 

OF TOP METER

29" MIN HEIGHT TO 

CENTERLINE OF 

BOTTOM METER
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TP-A TP-B TP-C TP-D

MOUNTED ON EXTERIOR 

BUILDING WALL

BUILDING ’C’ ONE LINE DIAGRAM BUILDINGS ’A’, ’B’ & ’D’ ONE LINE DIAGRAM 
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MAIN 

BREAKER

MOUNTED ON EXTERIOR 

BUILDING WALL

METER STACK ELEVATION - (BUILDING ’C’) METER STACK ELEVATION - (BUILDINGS ’A’, ’B’ & ’D’)

600A

MAIN 

BREAKER

(2) 4"C-4,350MCM
& 1#1/0 GND

(2) 4"C-4,350MCM
& 1#1/0 GND

BUILDING ’A’ =

BUILDING ’B’ =

BUILDING ’D’ = TP-N TP-P TP-Q TP-R

BUILDING ’C’ =
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SWITCH (W/ PILOT) IN

BATHROOM BELOW.
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SOLAR CONTROLLER/ PUMP

STATION FOR UNIT A.

SOLAR CONTROLLER/ PUMP

STATION FOR UNIT D.

ALTERNATE #4 - ATTIC MECHANICAL ROOM

NOTES:

1.  SEE ARCHITECTURAL PLAN FOR LOCATION OF ATTIC MECHANICAL ROOM AND ACCESS.

2.  UNITS B AND C POWER REQUIREMENTS ARE SIMILAR.


