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PLUMBING NOTES:
1.  DOMESTIC COLD WATER PIPING SHALL BE 1" UNLESS OTHERWISE NOTED.
2.  DOMESTIC HOT WATER PIPING SHALL BE 1" UNLESS OTHERWISE NOTED.
3.  SANITARY PIPING SHALL BE SIZED PER THE PLUMBING FIXTURE SCHEDULE
   SANITARY PIPING SERVING ONLY MULTIPLE SINKS SHALL BE 2".
4.  COMMON VENT PIPING SERVING ONLY THE FIRST FLOOR SHALL BE 2",
   COMMON VENT PIPING ABOVE THE SECOND FLOOR SHALL BE 3".
5.  GAS PIPING BRANCHES SHALL BE 1", MAINS SHALL BE 1-1/4" UNLESS
   OTHERWISE NOTED.
6.  SIZE 'A' WATER HAMMER ARRESTORS SHALL BE INSTALLED PRIOR
   TO THE LAST FIXTURE SERVED BY THE DOMESTIC HOT WATER SYSTEM.
   SIZE 'B' WATER HAMMER ARRESTORS SHALL BE INSTALLED PRIOR TO
   THE LAST FIXTURE SERVED BY THE DOMESTIC COLD WATER SYSTEM.
7.  SEE DRAWING M403 FOR ADD ALTERNATE #4 SOLAR DOMESTIC WATER
   HEATING REQUIREMENTS

GAS METER/
REGULATOR
SET AT 14"
W.C.

1-1/4" GAS, 800 MBH

FOR NON-ADA UNIT BATHROOM PLUMBING,
SEE BUILDING C PARTIAL FIRST FLOOR
PLUMBING PLAN.  PIPING SERVING SECOND
FLOOR REMAINS AS INDICATED HERE.
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SOLAR PREHEAT TANK
(ADD ALTERNATE #4)

SOLAR PREHEAT
TANK (ADD ALT #4)

SEE DRAWING M403 FOR SOLAR
DOMESTIC WATER HEATING
TANK LOCATION FOR THIS UNIT
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Bldg A First Floor
Domestic Piping
Plan
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 1/4" = 1'-0"1 Bldg A 1st Flr Domestic Piping Plan

 1/4" = 1'-0"2 Bldg C Partial 1st Flr Plumbing Plan

NOTE:
Buildings B, C & D are similar to Building A, refer
to Architectural drawings for more information.

TYPICAL  EXCEPT FOR UNIT A


