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36'-8"
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electrical
panel

water service
entry

gas
boiler

sewer exit through floor slab

new footing

Basement plan
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basement window basement window
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sewer exit
through
floor slab

area below entry
vestibule

UP

new steel column

new beam to
support floor joists

existing rim:  provide blocking
and joist hangers.  provide 3"
spray foam for air seal, typical

provide additional support
under main carrying beam

reinforce connection of
exiting joists to existing
beam with joist hangers
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new steel column
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new steel column

new hearth above

3070

CL
OS

ET
ro

d a
nd

 sh
elf

1'-7" 61
2"9"19'-0"41

2"15'-81
2"41

2"41
2"

9-6± 9-6± equal

306
8 E

XT

open above

stairs
up

DN

GATHERING AREA

KITCHEN

EATING AREA
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washer
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gas range with hood
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island counter
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new 6x6 steel column
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new stair opening
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photo electric smoke alarm
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photo electric smoke alarm
and carbon monoxide alarm

carbon monoxide alarm

Alarms shall be hardwired
with battery backup
Contractor shall verify final
alarm locations with owner
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4'-
7"

4'-01
2" 6'-8" 11'-61

2" 11'-101
2" 3'-101

2"
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(3) 2x4 column

w beam

3 12" steel
tube column

3 12" steel
tube column

6" steel tube
column

column above column above

existing floor joists

existing floor joists

w beam
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) 1

 3 4 x
 9 

1 2" 
lvl

 be
am

(2) 1 3 4 x 9 12" lvl beam

add joist hangers to
existing joists, typical

3-8 ±
cantilevered beam

column
above

(3) 2x4 column

(2
) 1

 3 4 x
 9 

1 2" 
lvl

 be
am

new stair opening

(2
) 1

 3 4 x
 9 

1 2" 
lvl

 be
am

(2) 1 3 4 x 9 12" lvl beam

add joist hangers to
existing joists, typical

reinforce connection of
beam to foundation wall

existing log
column

new footing
new steel column

new 24x24x12 footing
with (3) #4s each way 3"
clear from bottom

new lally column
new dropped beam

BP
BP

BP BP

BP

brick pier, typical

1st floor framing
1/4"= 1'-0"

2'-0"

2'-
0"

3'-0"

5'-
0"

2'-0"

2'-
0"

2'-0"

2'-
0"

new 36x60x12 footing
with #4s @ 4" o.c. each
way 3" clear from bottom

new 3 12 x 3 12  steel
column

repair  floor, wall panels,
and ceiling in vestibule

lvl beam

(3) 2x4 column
6" steel tube
column

header

header size required
verify existing header size

header

new floor joists

verify size and condition of existing floor joists

sonotube and
pier or bigfoot

BF Header
new opening

BF Header
new opening

BF Header
new opening

verify existing stud layout

BF Header
new opening

BF Header
new opening

BF Header
new opening

BF Header
new opening

BF Header, new opening
verify existing stud layout Verify existing platform framing
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