
COMPACTED FILL COMPACTED FILL

SEE SECTION 1 ON

SHEET S-1 FOR

MAIN BLOCK FOUNDATION

STABILIZATION DETAILS

NEW 36" X 36" X 12" DEEP4,000PSI CONCRETE

FOOTING WITH 6" X 6"#5 REBAR MESH

PLACED ON UNDISTURBED SOIL

16" X 16" HOLLOW CHIMNEY BLOCK

MORTARED INTO PLACE AND FILLED

WITH CONCRETE TO SUPPORT

SLAB UNDER NEW COLUMN AS NEEDED

SIMPSON BC40Z POST BASE

NEW VERSA-LAM 4 X 4 COLUMN

WRAPPED IN 5/8" FIRE CODE S/R
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NEW (2) 1-3/4" X 9-1/2" HEADER

OVER WINDOW TYP.

NEW 2 X 4 INTERIOR SUPPORT WALL

NEW 2 X 4 INTERIOR

SUPPORT WALL

(DOUBLE UP STUDS

UNDER STAIRWELL

BEAM)

NEW 2 X 4 INTERIOR

SUPPORT WALL

1-3/4" X 9-1/2 VERSA LAM BLOCKING

BETWEEN EACH JOIST

(2) 1-3/4" X 9-1/2" VERSA-LAM BEAM AT STAIRWELL OPENING

NEW 2 X 4 INTERIOR SUPPORT WALL

EXISTING BALLOON FRAMED WALL

TO BE OVERSHEATHED

WITH 1/2" CDX PLYWOOD

SIMPSON TA STAIR ANGLE TO TIE NEW

AND OLD WALLS AND SECURE

NEW 2 X 12 RAFTERS

NEW 2 X 12 SPF ROOF RAFTERS @ 24" O.C.

SHEATHED WITH 3/4" ADVANTECH

(2) 1-3/4" X 24" VERSA-LAM RIDGE BEAM

WITH (3) #10 X 3-1/8" GRK RSS STRUCTURAL

SCREWS @24" O.C. ON ALTERNATING SIDES

NOTE: RIDGE LOWERED 1-1/2"

TO ALLOW FOR VENTING
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SIMPSON PC4Z

POST CAP
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(2) 2 X 4 LATERAL BRACING FOR RIDGE BEAM

@ EVERY THIRD PAIR OF RAFTERS

SECURED WITH GRK #10 X 3-1/8"

STRUCTURAL SCREWS TYP.

2 X 8 CEILING BEAM @

EACH PAIR OF RAFTERS

SECURED WITH GRK #10 X 3-1/8"

STRUCTURAL SCREWS TYP.

TOP OF SLAB IN ELL BEYOND

(+2'-5")

ELEVATION OF SLAB IN MAIN BLOCK (0'-0")
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SEE SECTION 2 SHEET S-1

FOR FOUNDATION DETAILS

(2) 2 X 8 ACQ SILL TYP

NEW WALL CONSTRUCTION :

2 X 8 STUDS @ 24" O.C SHEATHED

WITH 5/8" CDX PLYWOOD

SIMPSON H2.5Z RAFTER TIE TYP.

PROVIDE ANGLED SHIM UNDER

VERSA-LAM RAFTER

1-3/4" X 11-7/8" VERSA LAM RAFTERS (SEE SECOND FLOOR FRAMING PLAN ON SHEET S-2 FOR SPACING)
2 X 12 ACQ SUB-FACIA

ELEV. NORTH TOP PLATE

+11'-6-1/2"

ELEV. SOUTH TOP PLATE

+ 13'-4-1/2"

DROP FOUNDATION TO ACCOMMODATE

NEW DOOR

(2) 1-3/4" X 9-1/2" VERSA-LAM

HEADER TYP.

PROVIDE ANGLED SHIM UNDER

VERSA-LAM RAFTER

NEW WALL CONSTRUCTION :

2 X 8 STUDS @ 24" O.C SHEATHED

WITH 5/8" CDX PLYWOOD

2 X 8 ACQ SUB-FACIA

3/4 ADVANTECH ROOF SHEATHING

ELEV. TOP OF ELL SLAB

+2'-5"

REPLACE MISSING

BRICKWORK

NEW W8 X 24 STEEL BEAM

EXISTING OPENING 11'-2"

NEW 3-1/2"Ø STEEL

COLUMNS TYP

1/2" X 6" THUNDERSTUDS

INTO EXISTING CONCRETE

EXISTING STEEL LINTELS

TO REMAIN

STEEL SHIM AS NEEDED

1/2" BOLTS TYP.

8"
1-1/2" TYP

8"
1-

1/2
" T

YP

3/16

1/2
"
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3-1/2"Ø SCHED 40

STEEL COLUMN
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Framing Sections

and Details
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207.773.4880

PORTLAND, ME  04103

132 BRENTWOOD STREET

engineering & preservation, inc.

ResurgencE

www.resurgenceengineering.com

engineer    of    record

ALFRED H.
HODSON III

No. 9246
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