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NEW 3-UNIT BUILDING
Eco Capital LLC
62 Cumberland Avenue
Portland, ME 04101
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 100'-3" (123'-3") TOS.

100'-0" (123'-0") TOS.

100'-2" (123'-2") FIN. PAVING

 102'-5" (125'-5") FIN. GRADE

 105'-0" (128'-0") FIN. GRADE

 105'-0" (128'-0") FIN. GRADE

108'-4" (131'-4") FIN. GRADE

100'-0" (123'-0") FIN. PAVING

 100'-0" (123'-0") FIN. GRADE

100'-2" (123'-2") FIN. PAVING
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WALL LOCATED AS
REQUIRED BY
OWNER

ALIGN
GWB

FRAMING TO
CONCEAL
COL. THIS

SIDE

MIN
. F

ALL

1/8" P
ER FOOT

CONCRETE PIER AT
COL BASE - TYP.
REFER TO
STRUCTURAL
DRAWINGS

BIKE STORAGE
AREA (DOTTED)
WITH RACK BY

OWNER

WALL LOCATED
AS REQUIRED BY
OWNER

STEEL BEAM ABOVE
- SEE STRUCTURAL
DRAWINGS

ALLOW FOR OVERHEAD
GARAGE DOOR OPERATION &
REMOTE CONTROL

STEEL BEAM ABOVE - REFER
TO STRUCTURAL DRAWINGS

ALIGN
GWB

EXTENT OF INSULATED SOFFIT ABOVE
SHOWN DOTTED

FACE OF
FRAMING ON
GRIDLINE

DOMESTIC HOT
WATER TANK WITH
SOLAR HEAT
EXCHANGER

EXTENT OF
INSULATED

SOFFIT ABOVE
SHOWN DOTTED

ENTRY
LOBBY

ENTRY
PORCH

PRIVATE
GARAGE
(UNIT 3)

COMMON
GARAGE &
STORAGE

PLANTER

SPRINKLER
CLOSET

HWC.

PLANTER

SIDEWALK

ELEV.
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CLADDING TAKEN OVER END OF
CONCRETE FOUNDATION WALL

ELEVATOR HOISTWAY:
50 1/2" X 66 1/2" MIN. CLEAR.

CONFIRM ELEVATOR HOISTWAY
PRIOR TO CONSTRUCTION WITH

ELEVATOR MANFACTURER.
CONFIRM HOISTWAY LOCATION AT

CONCRETE FOUNDATION WALL &
3RD FLOOR FRAMING SETOUT AT

EXTERNAL WALL

3" INSULATION CAVITY BETWEEN
GWB & CONC. FOUNDATION WALL
AT ENTRY LOBBY

1/2" RES. CH. TO
OUTSIDE OF ELEV.
HOISTWAY TYP.

6" STEM UPSTAND TO
TOP OF CONCRETE
FOUNDATION WALL.
START AT GRID9 - SEE
ELEVATIONS

6" STEM UPSTAND TO
TOP OF CONCRETE
FOUNDATION WALL.
START 10" OFF GRIDA.9

3" INSULATION
CAVITY WITH GWB

TO HOISTWAY

(3) LETTER BOX
UNITS RECESSED

FLUSH IN WALL.
VERIFY BOX

REQUIREMENTS
WITH OWNER

CONCRETE
PAVERS TO

ENTRY COURT -
VERIFY WITH

OWNER

APPROXIMATE BOUNDARY.
REFER TO SURVEY & CIVIL
DRAWINGS

1HR RATED
FIRECODE GWB TO

CEILING OF ALL
SPACES BELOW

1ST FLOOR DECK
(SHOWN HATCHED)

UTILITY SERVICE ENTRY:
ELECT. METERS/ TEL./ CABLE

REFER CIVIL DRAWINGS

FIRE & ACOUSTIC
RATED ASSEMBLY

(MIN. 1-HR / 50-STC)

FIRE & ACOUSTIC
RATED ASSEMBLY
(MIN. 2-HR / 50-STC)

FIRE RATED EXTERIOR WALL
SHOWN HATCHED (MIN. 1HR
FROM WITHIN ONLY)

CONCRETE
FOUNDATION WALL -
SEE STRUCTURAL
DRAWINGS

SET OUT
BUILDING GRID

LINES FROM
THIS CORNER

OF THE LOT

APPROXIMATE
BOUNDARY. REFER
TO SURVEY & CIVIL
DRAWINGS

DOWNPIPE FROM ROOF DRAIN

SIDEWALK PAVING
SHOWN APPROX.
ONLY. REFER TO
CIVIL DRAWINGS

EXISTING STONE
WALL - REFER TO
CIVIL DRAWINGS

STORAGE
(UNIT 1)

STORAGE
(UNIT 2)

STORAGE
(UNIT 3)

DECK
ABOVE

(DOTTED)

ELEC./ TEL.
CLOSET

GRADE CORNER 2

GRADE CORNER 1

GRADE CORNER 3

GRADE CORNER 4

N

FIRE & ACOUSTIC RATED ASSEMBLIES:
REFER TO DRAWING A5.1 FOR COMPONENT DESCRIPTION

1HOUR MIN. - RATED FOR EXPOSURE FROM INSIDE ONLY
(PER IBC 704.5)

1HOUR MIN. / STC 50 MIN.

2HOUR MIN. / STC 50 MIN.

NOTES:

1. LOCATION & SIZE OF STRUCTURAL POSTS ARE APPROXIMATE
ONLY. REFER TO STRUCTURAL DRAWINGS.

GRADE PLANE CALCULATION:

CORNER 1: !131'-4"
CORNER 2: !128'-0"
CORNER 3: !123'-0"
CORNER 4: !123'-2"
TOTAL: ! !505'-6" !GRADE PLANE = 126'-4 1/2"

SCALE: 1/4"   =    1'-0"1
Basement

1/4" = 1'-0"

0 2' 8'4'

file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.3%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.3%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.3%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.3%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF
file://localhost/Volumes/DESIGN/_ACTIVE%20CLIENTS/LED-Ledman/LED-01%20PROJECT%20DOCS/LED-04%20Regulatory/City%20Hall-To/LED-20100924-Building%20permit-drawings-KTA/A-3.1%20BUILDING%20SECTION.PDF

	A-1.0 BASEMENT PLAN

