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NEW 3-UNIT BUILDING
Eco Capital LLC
62 Cumberland Avenue
Portland, ME 04101

ISSUED FOR PERMIT

NOT FOR CONSTRUCTION

FIRE & ACOUSTIC RATED ASSEMBLIES:
REFER TO DRAWING A5.1 FOR COMPONENT DESCRIPTION

1HOUR MIN. - RATED FOR EXPOSURE FROM INSIDE ONLY
(PER IBC 704.5)

1HOUR MIN. / STC 50 MIN.

2HOUR MIN. / STC 50 MIN.
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FIRE & ACOUSTIC
RATED ASSEMBLY

(MIN. 1-HR / 50-STC)

2X OVER FRAMING AT
3RD FLOOR

FIRE & ACOUSTIC
RATED ASSEMBLY

(MIN. 2-HR / 50-STC)

 FULL HEIGHT CONCRETE
FOUNDATION WALL

 CONCRETE SLAB

STEM WALL UP-STAND AT
TOP OF CONCRETE WALL

(AT EAST CORNER OF
BUILDING ONLY)

SEE A1.1 FOR EXTENT

FIRE & ACOUSTIC
RATED ASSEMBLY

(MIN. 1-HR / 50-STC)

WALLS &
SOFFITS OF
ENCLOSED
SPACE UNDER
STAIRE TO BE
FIRE RATED MIN.
1-HR (IBC
1019.1.5)

RATED SHAFT
ASSEMBLY
CONTINUOUS
PAST FLOOR
STRUCTURE -
TYPICAL

OVERFRAME
FOR STAIR
LANDING

HANDRAIL EXTENSIONS PAST
TOP & BOTTOM NOSINGS WITH

RETURNS BACK TO WALL -
TYPICAL

HANDRAILS TO BOTH SIDES
OF COMMON STAIRS - TYPICAL

(PER IBC 1009.11)

HANDRAIL
HEIGHT ABOVE
NOSING LINE -

TYP.

ELEVATOR PIT SHOWN
APPROX. ONLY. REFER TO
STRUCTURAL DRAWINGS.
CONFIRM WITH ELEVATOR
MANUFACTURER PRIOR TO
CONSTRUCTION

COMMON STAIR TREADS,
RISERS, LANDINGS,

HEADROOM TO CONFORM TO
CODE (PER IBC 1009)

PROVIDE FIRE BARRIER CONTINUITY,
AT THE TOP SHAFT ENCLOSURE,
WHERE THE ELEVATOR SHAFT
PASSES ABOVE THE 2ND FLOOR
ROOF.  FIREBLOCK BETWEEN 2ND
FLOOR CEILING & THE ROOF DECK
ABOVE (IBC 708.4)

TAPERED INSULATON
OVER ROOF DECK

TAPERED INSULATON
OVER ROOF DECK
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 CONCRETE SLAB

CHECK CLEARANCE ABOVE
GARAGE DOOR TO ALLOW FOR

OVERHEAD STRUCTURE &
OPERATION. CONFIRM WITH DOOR

MANUFACTURER PRIOR TO
CONSTRUCTION & DOOR ORDER

BEAM SET-DOWN

BUILT-IN SHELVES

BUILT-IN
SHELVES

STAIRS OFF-SET TO ALLOW
FOR CONCRETE
FOUNDATION WALL/
INSULATION AT

SOFFIT & WALLS OF
ENCLOSURE UNDER
COMMON STAIR RATED 1HR
TO PROTECT AGAINST FIRE
FROM WITHIN

2X OVER
FRAMING AT
3RD. FLOOR

FIRECODE GWB TAKEN TO 3RD
FLOOR CEILING

FIRE & ACOUSTIC RATED ASSEMBLY
(MIN. 1-HR / 50-STC)
ENSURE CONTINUITY AROUND
STRUCTURE

FIRE RATED
STAIR WALL
CONTINUOUS
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INTERMEDIATE
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RATED
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NOT TO SCALE1
Long Section - Entry lobby/ common stairs/ elevator shaft

NOT TO SCALE2
Short Section - Common stairs/ Unit 3 stair/ Garage
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