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NEW 3-UNIT BUILDING
Eco Capital LLC
62 Cumberland Avenue
Portland, ME 04101

ISSUED FOR PERMIT

NOT FOR CONSTRUCTION

2ND FLOOR
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1'-0 1/2"

1 1/2" 7 1/4"

2" POLYISO RIGID FOAM
INSULATION (R-13) TYPICAL

RIGID BACKING AS
RECOMMENDED BY
SIDING MANUFACTURER

SIDING, SEE ELEVATIONS

ACOUSTIC INSULATION

RESILIENT CHANNELS

5/8" FIRECODE GWB

DENSE PACK CELLULOSE
INSULATION TO FULL DEPTH
OF FLOOR CAVITY

7/16" HUBER ZIPWALL
SHEATHING, SEE
STRUCTURAL DRAWINGS.
TAPE & SEAL.

2X8 WALL FRAMING

2X3 STRAPPING5/8" FIRECODE GWB (AT
BASEMENT & 1ST FLOOR CEILING)

5/8" FIRECODE GWB (AT
BASEMENT & 1ST FLOOR CEILING)

2ND. FLOOR
(UNIT 3 - LOWER FLOOR)

1ST. FLOOR
(UNIT 1 & UNIT 2)

EXTERIOR WALL  INSULATION

R-31.5 CELLULOSE (R-3.6 X 8.75")
R-13.0 RIGID (R6.5 X 2")
R-44.5 MIN. TOTAL

LOWER ROOF INSULATION

R-37.6 CELLULOSE AT JOIST CAVITY (R-3.13 X 12")
R-22.7 CELLULOSE AT OVERFRAMING (R-3.13 X 7.25")
R-60.3 MIN. TOTAL
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2X12 RIM JOIST, TYP.

FOAM INSULATION AT RIM JOISTS

TYPICAL RATED
FLOOR/CEILING

(1HR / 50STC MIN.)
SEE DRAWING A5.1

HUBER ZIPROOF SHEATHING, TAPE & SEAL.
SEE STRUCTURAL DRAWINGS

5/8" FASCIA TRIM

EPDM OR TPO ROOF MEMBRANE (DOTTED)
INSTALLATION & UNDERLAY AS

RECOMMENDED BY MANUFACTURER

5/4X4 TRIM

METAL CURB FLASHING

5/4X5 TRIM

DOWNPIPE & RAINHEAD
SHOWN DOTTED

MDO SOFFIT

5/4X4 TRIM

5/4X6 TRIM

METAL CORNICE FLASHING

2X OVERFRAMING TO PROVIDE INSULATION
INSULATION DEPTH

GWB

1X3 STRAPPING

2X12 ROOF JOISTS -
SEE STRUCTURAL

DRAWINGS
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BASEMENT

VARIES

1 1/2"

2X8 WALL FRAMING

2X3 STRAPPING

METAL FLASHING

1X8  PLASTIC COMPOSITE BASE TRIM (AZEK OF SIMILAR)
ON PT BLOCKING

4" CONCRETE SLAB ON 4" RIGID INSULATION WITH
SLOPE TO GARAGE DOOR OPENING

7/16" HUBER ZIPWALL SHEATHING, SEE STRUCTURAL DRAWINGS.
TAPE & SEAL.

DRAINAGE CAVITY BETWEEN FIBER CEMENT BATTENS

REVERSE BOARD & BATTEN CLADDING, SEE ELEVATIONS

5/8" FIRECODE GWB

NO INSULATION AT EXTERIOR GARAGE WALL ONLY

1X6 TRIM

METAL FLASHING

1X3 BATTEN TRIM AT SOFFIT
PERIMETER

1/2" MDO SOFFIT OVER
HUBER ZIPWALL SHEATHING

DENSE PACK CELLULOSE
INSULATION TO FULL DEPTH
OF FLOOR CAVITY

STEEL BEAM AT GARAGE
DOOR SOFFIT. SEE
STRUCTURAL DRAWINGS

RIGID INSULATION

2X8 WALL FRAMING

2X3 STRAPPING

5/8" FIRECODE GWB (AT
BASEMENT & 1ST FLOOR CEILING)

1ST. FLOOR
(UNIT 1 & UNIT 2)

BASEMENT
(GARAGE)

1ST FLOOR INSULATION

R-35.2 CELLULOSE (R-3.13 X 11.25")
R-13.0 RIGID (R-6.5 X 2")
R-48.2 MIN. TOTAL

1
/2

"
1
1
 1

/4
"

5/8" FIRECODE
GWB

STANDARD GWB

CONCRETE UP-STAND. SEE STRUCTURAL DRAWINGS

MOISTURE BARRIER MEMBRANE (DOTTED)

TYPICAL RATED FLOOR/CEILING
(1HR / 50STC MIN.) SEE DRAWING A5.1

 2" RIGID
POLYISO.
INSUL.

UPPER ROOF

8 3/4"

1 1/2" 7 1/4"

3RD FLOOR

RIGID BACKING AS
RECOMMENDED BY
SIDING MANUFACTURER

SIDING, SEE ELEVATIONS

2X8 WALL FRAMING

2X3 STRAPPING

DECKING ON TAPERED
2X PT SLEEPERS

1X3 BATTEN TRIM AT SOFFIT
PERIMETER

5/8" MDO SOFFIT

2X PT JOISTS. SEE
STRUCTURAL DRAWINGS

GWB (5/8" FIRECODE
AT N-E WALL ONLY)

GWB (5/8" FIRECODE
AT N-E WALL ONLY)

3RD FLOOR
(UNIT 3 - UPPER FLOOR)

UPPER ROOF INSULATION

R-25.0 CELLULOSE (R-3.13 X 8")
R-35.7 TAPERED RIGID (R-6.5 X 5 1/2")
R-60.7 MIN. TOTAL
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HUBER ZIPROOF SHEATHING, TAPE & SEAL.
SEE STRUCTURAL DRAWINGS

5/8" FASCIA TRIM

EPDM OR TPO ROOF MEMBRANE (DOTTED)
INSTALLATION & UNDERLAY AS

RECOMMENDED BY MANUFACTURER

5/4X4 TRIM

METAL CURB FLASHING

5/4X5 TRIM

DOWNPIPE & RAINHEAD
SHOWN DOTTED

MDO SOFFIT

5/4X4 TRIM

5/4X6 TRIM

METAL CORNICE FLASHING

TAPERED INSULATION. SEE
DRAWING A1.4

GWB

1X3 STRAPPING

2X8 ROOF JOISTS -
SEE STRUCTURAL

DRAWINGS

GWB

1X3 STRAPPING

2X6 OVERFRAMING AT 3RD
FLOOR

2X JOISTS

FALL 1/8" PER 12" MIN.

WATERPROOF
MEMBRANE OVER ROOF
SHEATHING TO FALL

2
"

3
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0
"

DECKING ON TAPERED 2X PT
SLEEPERS

5/8" MDO SOFFIT

2x PT JOISTS. SEE
STRUCTURAL DRAWINGS

5/4 TRIM AT BEAM SET-DOWN

5/4x FACING ALL SIDES OF 6x6
PT POST ALIGN WITH SOFFIT

FASCIA AT BEAM ABOVE

6x6 POST SHOWN DOTTED.
SEE STRUCTURAL DRAWINGS

METAL FASCIA WITH DRIP
EDGE

METAL FLASHING

5/4 TRIM

LINE OF TYPICAL CLADDING
BEYOND DOTTED (APPROX.)

2x8 WOOD CAP RAIL WITH
SLOPED TOP FACE

2x PT SPACER BLOCK

BOLT HEAD & WASHER
RECESSED FLUSH

5/4x6 VERTICAL BALUSTER
SLATS WITH 1" CLEAR GAP
BETWEEN

2x4 FIR RAIL

4x4 FIR BALUSTER POSTS 36"
MAX. O.C.

ALIGN VERTICAL BALUSTER
SLATS WITH BALUSTER POST
TO CONCEAL RECESSED
BOLTS

5/8" MDO SOFFIT

5/8" FIRECODE GWB (AT
BASEMENT & 1ST FLOOR CEILING)

WATERPROOF MEMBRANE
OVER ROOF SHEATHING TO
FALL

1x3 BATTEN TRIM AT SOFFIT
PERIMETER

PT BEAM CENTERED ON PT
POST. SEE STRUCTURAL

DRAWINGS

FALL 1/8" PER FOOT MIN.

SCALE: 1 1/2"=    1'-0"2
Wall section: 1st floor, 2nd. floor, lower roof  - typ.

SCALE: 1 1/2"=    1'-0"1
Wall section: Basement & exterior soffit- typical

SCALE: 1 1/2"=    1'-0"3
Wall section: 3rd floor, deck, upper roof - typical

SCALE: 1 1/2"=    1'-0"4
Wall section: Deck edge & balustrade - typical

1 1/2 = 1'-0"
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