
THIRD LEVEL FRAMING PLAN

NOTES: SCALE 1/4"=1'-0"

1. SEE S1.0 FOR GENERAL STRUCTURAL NOTES.
2. ALL FLOOR SHEATHING SHALL BE 3/4"OSB, SEE GENERAL NOTES FOR ADDITIONAL INFO.
2. ROOF SHEATHING SHALL BE 5/8" OSB, SEE GENERAL NOTES FOR ADDITIONAL INFO
3. ALL WOOD COLUMNS IN 2x6 WALLS SHALL BE 3-2x6 AND IN 2x4 WALLS SHALL BE (3) 2x4, UNO.
4. ALL WOOD BEAMS ARE FLUSH, UNO.
5. ALL HEADERS ARE (2) 2x8, UNO.
6. NEW 2x BLOCKING BETWEEN JOISTS WHERE BEARING WALL ABOVE
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SEE SECTION
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NEW 2x10 LEDGER  FASTENED
W/ (3) 1/4"Ø x 3 1/2" SDS @ 16"
O.C.  -TYP UNO.
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FOR LOW ROOF FRAMING,
SEE SHEET S1-3.
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EXISTING CHIMNEY TO BE

REMOVED.  INFILL VOID W/
2x8 @ 16" O.C.
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NEW 3/4" OSB FLOOR SHEATHING
OVER 1/2" HOMASOTE OVER
EXISTING -TYP.  SEE GEN NOTES
FOR MORE INFO.
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FOR LOW ROOF FRAMING,
SEE SHEET S1-3.
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NEW ROOF DECK FRAMING OVER
FLOOR JOISTS.  SEE SECTION FOR
DETAILS.
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REV NOTE: BEARING
WALL HAS MOVED TO
BEAR OVER CMU WALL
BELOW
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THE ARCHITECTURAL BACKGROUND
DOES NOT ACCURATELY REFLECT
MOST CURRENT DESIGN

(E) MANSARD WALL TOP PLATE
TO REMAIN.
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NEW 1 1/4" x 18Ga "X"
BRACING  STRAPS.
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PROVIDE 3/4" NOTCH IN JOIST @
BEARING TO RESIST THRUST.

(E) MANSARD ROOF TO
BE REMOVED.

SLOPES

(3) 2x6 HDR.

DBL STUD BELOW EXISTING
MANSARD WALL TOP PLATE
AND INFILL BLOCKING TO
"LOCK" IT IN.
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