
Schedule TypeSch. Date Appl #Appl. TypeDist. # CBL

Contact:

Location

CommentsInspector

City of Portland, Maine

Inspections Division

Violations Report

Appointment Date Between 1/1/2015 And 1/1/2018

FP Routine Inspection06/14/2016 014  B002001    

3 UNIT                        

Goodwin Raymond T &

0024     CUMBERLAND AVE

Inspections from Naviline Fire Inspections

Fire Company

HSL Yr

2017

Philip Mcgouldrick,

Code Violation Status IntExt Floor Area Corrected Date

Open

2nd floor rear hall

Floor/ Ceilings Assembly Not Smoke-tightNFPA 101- 
31.3.7-
73.20

Open

2nd floor hallway

Exit Stairs Not Separated.NFPA 101- 
7.2.2.5.1.1-
80.82

Open

homemade lighting multiple locations in basement

Extension CordsNFPA 70- 
590.6-91.20

Total Listed: 1
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