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ENCLOSE UNIT #2, PREVIOUSLY

OPEN TO STAIRWELL
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36" RAILING, AFF

SCOPE OF WORK: ADDITION OF 1-HOUR RATED DOOR AT LANDING TO CREATE UNIT ON SECOND  FLOOR
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NEW KITCHEN UTILIZES
PREVIOUSLY PERMITTED SINK
HOOKUP
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COUNTER SEATING @ 36" AFF

HOT WATER TANK FOR BUILDING
DIRECT-VENT GAS FIREPLACE
WALL @ 42" AFF, SHELF ABOVE

SHELVES

SHELVES

SCOPE OF WORK: CHANGE EXISTING UNRATED DOOR AT TOP OF STAIRS TO 1-HOUR RATED DOOR AND ADD KITCHEN CABINETS/BUILT-INS. KITCHEN SINK TO UTILIZE PREVIOUSLY PERMITED BAR SINK HOOKUP. ALL OTHER WORK WAS PREVIOUSLY PERMITTED.

AS PREVIOUSLY PERMITTED, STAIR
WALLS HAVE 5/8" GWB EACH SIDE, &

HANDRAIL ON ONE SIDE

EXISTING WOOD DOOR
TO BE REPLACED W/1-

HOUR RATED DOOR

NOTE DISTANCE FROM TOP OF UNIT
DOOR TO EXTERIOR DOOR ON FIRST

FLOOR IS 42'-10" AS MEASURED PER NFPA
STANDARDS

53'-9" / 
3 = 18'-0"

18'-0"

COAT & BOOT CUBBY

1-HOUR RATED DOOR

5'-0"WIDE CASED OPENING AT
LOCATION OF FORMER WINDOW

NEW 36" WIDE STAIR W/11" TREADS AND 7" RISERS
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ALL HANDRAIL TO MEET IBC 1012

42" x 72" FIXED
WINDOW DEMO. TO
ACCOM. NEW EXT.

INSUL. DOOR

NEW 42" AFF RAILING

5/8" TYP. X GWB EACH SIDE

5/8" TYPE X GWB EXTENDS
UNDER WALL HEADER.
PROVIDE BLOCKING ABOVE
GWB

RESILIENT CHANNEL

RESILIENT CHANNEL

BATT INSUL.

5/8" TYP. X GWB EACH SIDE

5/8" TYPE X GWB

SEALANT. MAX. SEP. BTW BOTTOM OF
CEILING & TOP OF WALL = 1/2". 4/8"

MIN. JOINT SEALANT. FILL FLUSH
W/WALL SURFACE

5/8" TYPE-X GWB

TYPE 1A | UL 305
1-HOUR RATING

WOOD STUDS @ 16" O.C. MAX.

0
' -

 5
 1

/4
" DESCRIPTION - STC 50 PER CERTAINTEED TEST, WHI ST-2

-5/8" TYPE-X GWB, W/BEVELED, SQUARE OR TAPERED
EDGES, APPLIED VERTICALLY OR HORIZONTALLY
-2x4 WOOD STUDS SPACED MAX. 16. O.C. FILL W/3 1/2"
FIBER GLASS INSULATION
-INTERIOR SURFACE RESILIENT CHANNEL
-5/8" TYPE-X GWB, W/BEVELED, SQUARE OR TAPERED
EDGES, APPLIED VERTICALLY OR HORIZONTALLY

RESILIENT CHANNEL 1-SIDE

E1 | EXISTING
EXTERIOR WALL
R-21+

EXISTING SIP PANEL

DESCRIPTION (INTERIOR TO EXTERIOR)
-5/8" TYPE-X GWB, W/BEVELED, SQUARE OR TAPERED
EDGES, APPLIED VERTICALLY OR HORIZONTALLY
-SIP PANEL (UPPER TWO FLOORS)
-5/8" TYPE-X GWB, W/BEVELED, SQUARE OR TAPERED
EDGES, APPLIED VERTICALLY OR HORIZONTALLY

[INTERIOR]

[FORMER EXTERIOR]

5/8" TYPE-X GWB

E | NEW EXTERIOR
WALL
R-21

REMOVE SIDING & BATTS
ADD 5/8" TYPE-X GWB

2x6 WOOD STUDS @ 16" O.C. MAX.

DESCRIPTION (INTERIOR TO EXTERIOR)
-5/8" TYPE-X GWB, W/BEVELED, SQUARE OR TAPERED
EDGES, APPLIED VERTICALLY OR HORIZONTALLY
-2x6 WOOD STUDS SPACED
-GREEN FIBER 765 FILLED TO 3.5# PER CUBIC FOOT
PER STANDARD INSTALL. INSTRUCT.
-ADVANTECH SHEATHING, TAPE EDGES AND
PENETRATIONS, TYP.
-1x4 WOOD STRAPPING AS RAIN SCREEN RUN VERT.
-SIDING TO MATCH EXISTING.

[INTERIOR]

[EXTERIOR]

5/8" TYPE-X GWB

ADVANTECH SHEATHING

SIDING TO MATCH EXISTING

PORTLAND, ME 04102
TRACIE REED, ARCHITECT
NCARB, AIA, LEED AP BD+C

traciereed@dextrouscreative.com
207.409.0459 (cell)
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 1/4" = 1'-0"
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Second Floor

 1/4" = 1'-0"
B

Third Floor

0' 2' 4' 8' 16'
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TYPICAL HEAD DETAIL

 1 1/2" = 1'-0"
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TYPICAL HEAD OF WALL DETAIL @
RATED WALL
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WALL DETAILS


