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 Location

4 MELBOURNE ST

 Inspector

Steven Hall

 Status

Follow up Required

 Inspection Date

2/21/2018

 Inspection Type

FP Re-Inspection

CITY OF PORTLAND

380 Congress Street, Portland, Maine  04101

fireprevention@portlandmaine.gov

(207) 874-8400

FIRE PREVENTION BUREAU

NOTICE OF VIOLATION AND ORDER TO CORRECT

March 16, 2018

       The City of Portland Fire Department inspected this property, and found the fire and life safety code 
violations listed below, which you are hereby ordered to correct.  You must propose a date of completion to 
remedy each violation, a final date of completion, and a date of re-inspection.

You must send this form to the Fire Prevention Bureau no later than 4/15/2018.

Your failure to submit a plan of action by the date provided, or to correct any violation within the applicable time 
frame, may result in legal action against you, the imposition of civil penalties, and the pursuit of other legal 
remedies.

Violation Proposed Date 

of Completion

PORTLAND FIRE DEPARTMENT CHAPTER 10 SECTION 12 KNOX BOX REQUIRED; 
Knox Boxes are required for all buildings with fire alarm or suppression systems.

Inspection tag out of date

NFPA 10- 7.2.4.4 FIRE EXTINGUISHER INSPECTION TAG; Where manual inspections are 
conducted, records for manual inspections shall be kept on a tag or label attached to the fire 
extinguisher, on an inspection checklist maintained on file, or by an electronic method.

Debris in stairways and rear deck

NFPA 1 EXCESSIVE/DISORDERLY STORAGE; Reference NFPA 1 for excessive fuel-load.

Rear 2nd floor deck area - missing cover - debris in fixture

NFPA 70- 4.10.8 BROKEN LIGHT FIXTURE; Luminaries shall be installed such that the 
connections between the luminaire conductors and circuit conductors can be inspected 
without requiring the disconnection of any part of the wiring unless the luminaries are 
connected by attachment plugs and receptacles.

Basement

NFPA 70- ARTICLE 110.12 B EXPOSED WIRING CONNECTIONS; Internal parts of 
electrical equipment, including busbars, wiring terminals, insulators, and other surfaces, shall  
not be damaged or contaminated by foreign materials such as paint, plaster, cleaners, 
abrasives, or corrosive residues. There shall be no damaged parts that may adversely affect 
safe operation or mechanical strength of the equipment such as parts that are broken; bent; 
cut; or deteriorated by corrosion, chemical reaction, or overheating.

Basement

NFPA 70 MISSING BOX COVERS; Refer to NFPA 70, National Electrical Code, on standards 
for missing box covers.
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Violation Proposed Date 

of Completion

 FINAL DATE OF COMPLETED VIOLATION(S)

 FIRE PREVENTION BUREAU RE-INSPECTION OF COMPLETED VIOLATION(S)

VIOLATOR CERTIFICATION

I agree to remedy the violations listed within the timeframes provided.  If I require additional time to comply, I 

understand that I must contact the Fire Prevention Bureau prior to the deadline to request an extension, which 

is entirely within the Bureau’s discretion to grant or deny.

I further understand that it is my responsibility to schedule a reinspection of my property once the violations 

have been remedied to do so.  My failure to schedule a reinspection shall be deemed an admission that the 

violations have not been remedied.

If I fail to comply with this agreement, I understand that I am liable for penalties pursuant to the City of 

Portland Code of Ordinances §§ 1-15 and 10-25, and 30-A M.R.S. § 4452 and may be subject to further legal 

action. 

The Bureau reserves the right to reject or modify any proposed plan of action, and may require evidence of 

sufficient financial and technical capacity to complete the proposed plan. Please contact the Bureau with any 

questions.

____________________________     __________________________________________

  Date                                                      Responsible Party

  ____________________________     __________________________________________

  Date                                                      Responsible Party

  SEEN AND AGREED

  ____________________________     __________________________________________

  Date                                                      Fire Prevention Bureau
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