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NOTES

1. ON BUILDING SYSTEM ACTIVATION ALL AUDIO/VISUAL AND VISUAL ONLY DEVICES SHALL ALARM.

2. WHEN UNIT SMOKE DETECTOR GOES INTO ALARM ALL AUDIO/VISUAL AND VISUAL ONLY DEVICES WITHIN THAT

  UNIT WILL ACTIVATE. THIS WILL NOT TRIP THE ENTIRE BUILDING SYSTEM. IT WILL ANNUNCIATE AT THE FACP.

UNIT FIRE ALARM SEQUENCE NOTES:

1. CLEAN UP ABANDONED ELECTRICAL EQUIPMENT AND ASSOCIATED WIRING IN BASEMENT.

2. REFER TO ARCHITECTURAL REFLECTED CEILING PLAN FOR LOCATIONS OF ALL FIXTURES.

3. REFER TO DRAWING E2.1 FOR UNIT AND COMMON SPACE KEYED NOTES.
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