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BASEMENT HTG. PLAN FIRST FLOOR HTG. PLAN
SCALE: 1/4" = 1'-(" SCALE: 1/4" = 1"-0"
AIR SEPARATOR
AUTO AR VENT EXPANSION TANK
FULL SIZE OF 3" TO ZONE 1
BOILER CONNECTION )
ER C 2" TO ZONE 2
FIkL VALVE (SET 12 LB.) \
| ’ & 1" TO WTR HTR
qJPPLY FROM BACK &I N S VALVE (TYPICAL)
-/ FLOW PREVENTER e .
: 3 croM ZONE BALL VALVE (TYPicAL
MAX 12" = 3 cROM ZONE 3 THERMOMETER
1" FROM
g WTR HTR
L7 @ CIRCULATOR
" N —BASEMENT TYPICAL
12"X12” =OUVER | o e ‘
W/ BIRD OOREEN ¢
,IA < 0.. (BOILER
MOTOR OPERATED / D DRAIN
DAMPER (TYPICAL)
INTERLOCK W/
EACH BURNER SolLER
V) FULL SIZE
OF BOILER
COMBUSTION AIR INTAKE DETAIL CONNECTION
SCALE: N.T.S. ,
RO FR PIPING <meEmMOTIC (TYPICAI FOR 3)
SCUALE: N. LS.
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AIR INTAKE
(SEE DETAIL)

D n/‘ m:

#” 2ND FL SUP UP

# 2ND FL RET UP7.[-.

N
ZONE 2-1

TYPICAL

3" 3RD FL SUP
#” 3RD FL RET UP

i

uP

3RD FL RET UP
3RD FL SUP UP
2ND FL SUP UP
2ND FL RET UP

H

¢

13" 2ND FL SUP—
2" OND FL RET+/ |

¥ 3RD FL SUP
2 3RD FL RET| |/

" 3RD FL RET

”
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12’ BB
6.7 MBH

" 3RD FL SUP

2ND FL SUP
2ND FL RET

6 BB|
3.4 MBH|




