
CITY OF PORTLAND

380 Congress Street
Portland, Maine  04101

PORTLAND FIRE DEPARTMENT

Inspection Violations

 Owner/Manager

CARR MATTHEW P

 CBL

017  E013001

 Location

44 WATERVILLE ST

 Inspector

John Cenate

 Status

Failed

 Inspection Date

7/30/2016

 Inspection Type

Fire Company-FP Routine Inspec

Code Int/Ext Floor AreaUnit No. Compliance Date

55.511

Hibachi Or Grill 

Exterior Deck 08/08/2015

GRILL WAS TAKEN CARE OF AFTER OUR VISIT.  TENANT ON THE 2ND FLOOR STATED HE 
WAS GOING TO REMOVE IT FROM THE DECK.

Notes:

Violation:

1)

NFPA 1, CHAPTER 10 - 10.11.6 HIBACHI OR GRILL ON BALCONY; NO HIBACHI, GAS-FIRED 
GRILL, CHARCOAL GRILL, OR OTHER SIMILAR DEVICES USED FOR COOKING, HEATING, 
OROTHER PURPOSE, SHALL BE USED OR KINDLED ON ANY BALCONY OR UNDER ANY 
OVERHANG PORTION OR WITHIN 10 FTOF ANY STRUCTURE

69.25

Unit/suite Numb

Notes:

Violation:

2)

PORTLAND FIRE DEPARTMENT CHAPTER 10 4.6.1, 4.6.2 UNIT/SUITE NUMBERS NOT MARKED; 
4.6.1 RESIDENTIAL UNITS SHALL BE DESIGNATED USING NUMERALS.

4.6.2 THE FIRST NUMERAL OF EACH RESIDENTIAL UNIT SHALL BE THE FLOOR DESIGNATION.

80.37

60 Minute Fire 

APARTMENTS AND BASEMENTNotes:

Violation:

3)

NFPA 101- 8.3.4.2 60 MINUTE FIRE DOOR REQUIRED; REFER TO NFPA 101- TABLE 8.3.4.2 THAT 
STATES FIRE DOOR ASSEMBLIES FOR VERTICAL SHAFTS (INCLUDING STAIRWAYS, EXITS, 
AND REFUSE CHUTES) ARE RATED AND REQUIRED FOR 1 HOUR.

Comments:


