
2-HR RATED STAIR SHAFT

2-HR RATED ELEVATOR SHAFT

2-HR RATED STAIR SHAFT

FIRST FLOOR - 9,336 SF

OCCUPANT LOAD - 9,336/100 = 94

EXIT ACCESS REMOTENESS = 54'-7"

REQUIRED REMOTENESS (FULLY SPRINKLED)
    BUILDING DIA. / 3 (163'-7" / 3 = 54'-6")
    54'-7" > 54'-6" 

2-HR RATED STAIR SHAFT
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2-HR RATED MECH SHAFT
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1/16" = 1'-0"
1 4TH FLOOR - LIFE SAFETY PLAN

1/8" = 1'-0"
LIFE SAFETY LEGEND
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