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GS & GR TO ROOF SNOWMELT
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2"ø CHWR

PROVIDE ISOLATION VALVE

AND CAP FOR FUTURE TENANT FITUP

12"x12" EA

UP & DN.

JACOB R.

MARTIN

No. 12013

S

SEN
L I C E D

T

A
T E

O F M A
I N

E

R
E

E
N

P

I
G

NE
F

O
R

LANOI
S

S
E

1
8

 M
U

S
S

E
Y

 R
O

A
D

S
C

A
R

B
O

R
O

U
G

H
, 
M

E
 0

4
0

7
4

T
E

L
. 
(2

0
7

) 
8

8
3

-
8

3
4

5

M
E

C
H

A
N

IC
A

L
 C

O
N

T
R

A
C

T
O

R
S

O
R
D
A
N

O
H
N
S
O
N
&

4
8
 U

n
io

n
 W

h
ar

f 
  
P

o
rt

la
n
d
, 
M

ai
n
e 

0
4
1
0
1

(2
07

) 7
72

-6
02

2 
  A

R
C

H
ET

Y
PE

@
A

R
C

H
ET

Y
PE

PA
.C

O
M

D
at

e:
S

ca
le

:
P

ro
je

ct
:

A
rc

h
it

ec
t:

C
o
n

su
lt

an
t:

P
re

p
ar

ed
 F

o
r:

R
ev

is
io

n
s: IS

S
U

E
D

 F
O

R
 

P
E

R
M

IT

1
0
/2

0
/1

7

 1
/8

" 
=

 1
'-

0
"

M103A

T
H

IR
D

 F
L

O
O

R
 H

V
A

C

P
L

A
N

O
ct

. 
1

0
 2

0
1

7
0 

H
A

N
C

O
C

K
 S

TR
EE

T

0
 H

A
N

C
O

C
K

 S
T

R
E

E
T

, 
P

O
R

T
L

A
N

D
M

A
IN

E

 1/8" = 1'-0"
1

3RD FLOOR HVAC A

CORE & SHELL NOTE:

THESE DOCUMENTS ARE INTENDED TO SHOW THE CORE AND SHELL

SYSTEMS FOR A BUILDING THAT WILL ALSO HAVE A TENANT FIT - UP

COMPLETED DURING THE INITAL BUILDING CONSTRUCTION PHASE.

NO TEMPORARY CONDITIONING OF SPACES ARE NECESSARY. CORE

BUILDING MECHANICAL AND PLUMBING SYSTEMS HAVE BEEN DESIGNED 

TO SUPPLY CHILLED WATER, HOT WATER, VENTILATION AND EXHAUST 

AIR TO ALL AREAS OF THE BUILDING. DURING FIT - UP DESIGN INTERIOR 

SYSTEMS WILL BE DEFINED.


