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RELOCATE & ALTER EXISTING CATCH

BASIN - CORE NEW INVERT AT EL.
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4" DOMESTIC WATER SERVICE ENTRY POINT
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GAS SERVICE

ENTRY POINT

CONNECT TO 2" GAS MAIN.  COORDINATE GAS

MAIN UPGRADE AND RENEWAL WITH UNITIL.

CONNECTION LOCATION SUBJECT TO UNITIL

REVIEW AND APPROVAL

CONNECT TO EXISTING WATER MAIN WITH

TAPPING SLEEVE AND VALVE ASSEMBLIES

6" GATE VALVE

8''SAN
8''SAN

8''SAN
8''SAN

8''SAN

8" SEWER SERVICE EXIT POINT INV. 17.00

8" CLEAN OUT

INV. 16.90

VENT GREASE TRAP TO

BUILDING EXTERIOR

OR INTERIOR VENTING

6" CLEAN OUT

INV. 16.80

8" CLEAN OUT

INV. 16.20

EXTERNAL SPRINKLER

RISER CONNECTION

TEST PIT TO VERIFY DEPTH &

LOCATION OF EX. UTILITIES, TYP.

4" GATE

VALVE

GAS METER BANK

EXISTING CMP VAULT

COORDINATE ALIGNMENT OF

GREASE TRAP WITH ALL

FOUNDATION / PILE LOCATIONS, TYP

8" SEWER SERVICE

EXIT POINT INV. 17.00

TRENCH CAP FOR EXTENSION OF FAIRPOINT

COMMUNICATIONS CONDUITS FROM EXISTING

UTILITY POLE

TRENCH CAP FOR CONNECTION

TO UNITIL NATURAL GAS
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SP-M150-UTILITY PLAN

UTILITY PLAN

C-5.0

1" = 10'

SANITARY SEWER STRUCTURE APPURTENANCE SCHEDULE

STRUCTURE I.D. RIM

INV. IN (SIZE) / FROM INV. OUT (SIZE) / TO

SMH 1 23.25

16.00 (8") / BLDG.

16.30 (6") / GREASE TRAP

15.90   (8") / EX. SMH

GREASE TRAP 23.50

17.25 (4") / BLDG. 17.00 (6") / SMH 1

MATCH EXISTING SEWER STUB INVERTS - TEST PIT

TO VERIFY PRIOR TO ORDERING STRUCTURE.

*

*

1 inch =          ft.

( IN FEET )

0
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10 105

REVISED GAS AND WATER SERVICE LOCATIONS

TO AVOID CONFLICT WITH BUILDING STRUCTURE

07.22.144

NOTES:

1. THIS PROJECT INCLUDES THE USE OF A CARTRIDGE FILTER

TREATMENT UNIT TO TREAT ROOF STORMWATER RUNOFF PRIOR TO

DISCHARGE TO THE SUBSURFACE CHAMBER SYSTEM.  THE

LOCATION OF THE CARTRIDGE TREATMENT UNIT IS UNKNOWN AT

THE TIME OF PERMITTING, AND SHALL BE ADDED TO THE PLANS

PRIOR TO CONSTRUCTION.

2. THE EXACT LOCATION OF THE UNITIL GAS MAIN CONNECTION IN

MIDDLE STREET IS UNDETERMINED.

3. A 1,000 GALLON GREASE TANK SHALL BE INCLUDED IN THE PROJECT

PRICING.  THE LOCATION OF THE GREASE TANK HAS NOT YET BEEN

DETERMINED.
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9 06.03.16


