
N.F.P.A. OPERATIONS MATRIX For Cathedral Residence

SYSTEM OUTPUTS
INITATING Notification Required Fire Safety Control Supplementary
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B D F J N O P Q R S T U V W X Y Z AA BB CC DD EE FF GG
1 MANUAL FIRE ALARM BOXES X X X
2 SMOKE DETECTORS X X X
3 HEAT DETECTORS X X X
4 WATERFLOW X X X
5 BASEMENT ELEVATOR LOBBY SMOKE X X X X
6 ELEVATOR MACHINE ROOM SMOKE X X X X X
7 1ST FLOOR ELEVATOR LOBBY SMOKE X X X X
8 2ND,3RD, 4TH FLOOR ELEVATOR LOBBY X X X X
9 SPRINKLER CONTROL VALVE X X
10 FIRE ALARM AC POWER FAILURE X X
11 FIRE ALARM SYSTEM LOW BATTERY X X
12 OPEN CIRCUIT X X
13 GROUND FAULT X X
14 NOTIFICATION APPLIANCE CIRCUIT SHORT X X

B D F J N O P Q R S T U V W X Y Z AA BB CC DD EE FF GG

SYSTEM INPUTS


