
FIRST F.F.E.
100'-0"

SECOND F.F.E.
112'-6"

B.O. TRUSS
124'-1"

SECOND F.F.E.
112'-6"

THIRD F.F.E.
122'-6"

RETAIL F.F.E.
97'-2"

X X X X X X

X X

X

X

X

E

X

RAKE OUT EXISTING
EXPANSION JOINT AND
REINSTALL NEW SOFT

JOINT. SEE STRUCTURAL

INFILL EXISTING
CMU OPENING

NEW LINTEL AT DOOR .
SEE STRUCTURAL

A

REPLACE AWNING
FABRIC. AWNING
FRAME TO REMAIN

HOLLOW STRUCTURAL
STEEL RAILING W/
EPOXY COATING

F F FINFILL EXISTING DOOR
OPENING TO MATCH
SURROUNDING
BRICKWORK

5

A8.2

SOUTH ELEVATION
SCALE: 1/8" = 1'-0"8'-0"

CALL
PANEL

DOORBELL

2 A
8.

2X

THRU WALL
ERV VENT

THRU WALL
ERV VENT

THRU WALL
ERV VENT

KITCHEN
EXHAUST HOODS

(5) ROOFTOP HEAT
PUMP CONDENSER
UNITS MOUNTED MIN.
24" ABOVE ROOF

BATHROOM
EXHAUST HOOD

ALL EXTERIOR WOOD NEEDS
SCRAP, QUICK PATCH, PRIME
& PAINT (TYP)

C

SECOND F.F.E.
112'-6"

THIRD F.F.E.
122'-6"

RETAIL F.F.E.
97'-2" FIRST F.F.E.

100'-0"

SECOND F.F.E.
112'-6"

B.O. TRUSS
124'-1"

BASEMENT F.F.E.
94'-10"

X

X

X X

C

BB

XX A

DD

SYNAGOGUE
EXPOSURE

PERMANENT
PUBLIC OPEN

SPACE EXPOSURE

SYNAGOGUE
EXPOSURE

PERMANENT
PUBLIC OPEN

SPACE EXPOSURE

REPAIR & RE-POINT
EXISTING FAILING
BRICKWORK. SEE
STRUCTURAL

B

HOLLOW STRUCTURAL
STEEL RAILING W/
EPOXY COATING

INFILL AND PATCH ROOF
AT LOCATION OF
REMOVED CHIMNEY.

A

NORTH ELEVATION
SCALE: 1/8" = 1'-0"8'-0"

2 A
8.

2 X
C

DRYER VENT
HOODS

THRU WALL
ERV VENTS

THRU WALL
ERV VENT

THRU WALL
ERV VENT

THRU WALL
ERV VENT

THRU WALL
ERV VENT

THRU WALL
ERV VENT

KITCHEN
EXHAUST HOOD

BATHROOM
EXHAUST HOOD

TRASH ROOM
EXHAUST HOOD

CONCENTRIC
BOILER VENT

ALL EXTERIOR WOOD NEEDS
SCRAP, QUICK PATCH, PRIME
& PAINT (TYP)

SPRINKLER HEAD AT
THIS WINDOW SPRINKLER HEAD AT

THIS WINDOW

SPRINKLER HEAD AT
THIS WINDOW

SPRINKLER HEAD AT
THIS WINDOW

SECOND F.F.E.
112'-6"

THIRD F.F.E.
122'-6"

RETAIL F.F.E.
97'-2"

EAST ELEVATION
SCALE: 1/8" = 1'-0"8'-0"

X X X

X

REPLACE EXISTING
FABRIC AWNING

REPAIR & RE-POINT
EXISTING FAILING
BRICKWORK. SEE
STRUCTURAL

REPAIR & RE-POINT
EXISTING FAILING
BRICKWORK. SEE
STRUCTURAL

REPAIR EXISTING
CRACK IN BRICKWORK.
SEE STRUCTURAL

INFILL AND PATCH
EXISTING SQUIRREL
HOLE IN TRIM

HOLLOW STRUCTURAL
STEEL RAILING W/
EPOXY COATING

GAS RANGE & OVEN
(PROVIDE GAS LINES)

THRU WALL
ERV VENT

KITCHEN
EXHAUST HOOD

ALL EXTERIOR WOOD
NEEDS SCRAP,
QUICK PATCH, PRIME
& PAINT (TYP)

FIRST F.F.E.
100'-0"

SECOND F.F.E.
112'-6"

B.O. TRUSS
124'-1"

WEST ELEVATION
SCALE: 1/8" = 1'-0"8'-0"

C
(6) WALL HUNG
HEAT PUMP
CONDENSER UNITS

A

DRYER VENT
HOOD

UNIT #3 DOORBELL

UNIT #4 DOORBELL

THRU WALL
ERV VENT

BATHROOM
EXHAUST HOOD

(5) ROOFTOP HEAT
PUMP CONDENSER
UNITS MOUNTED MIN.
24" ABOVE ROOF

ALL EXTERIOR WOOD
NEEDS SCRAP, QUICK
PATCH, PRIME & PAINT
(TYP)
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