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EXIT LIGHT ILLUMINATED (UNSWITCHED)

EMERGENCY BATTERY UNIT (2 HEADS)

COMMON PATH OF TRAVEL (IN FEET)

FIRE ALARM AUDIO/VISUAL (15 CANDELA)

6V DC-10.8 WATTS FOR 90 MINUTES

SPRINKLER TAMPER SWITCH 

SPRINKLER FLOW SWITCH
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HS

FIRE ALARM AUDIO/VISUAL

( FT )

FE

FIRE EXTINGUISHER (NOTES 6/A0 & 15/LS2)

S

SMOKE DETECTOR/HEAT DETECTOR USED 

FOR ELEVATOR RECALL OR ELEVATOR 

POWER SHUTDOWN- WILL NOT ACTIVATE 

BUILDING EVACUATION ALARM SYSTEM


