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1.  PROVIDE AIR-VAPOR BARRIER ELECTRICAL BOXES AT EXTERIOR WALLS. 
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CCTV DIGITAL RECORDER,
MONITOR, POWER SUPPLY
AND ASSOCATED EQUIPMENT
AT THIS LOCATION.
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GENERATOR
ANNUNCIATOR

TO GENERATOR ON ROOF:
(1) 4"C - 4, #500 MCM & 1, #1/0 GND
(2) 2"C - FOR CONTROL WIRING,
BATTERY CHARGER, BLOCK HEATER 
AND STARTER LEADS.
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& 1, #4 GND
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UP TO GENERATOR ON ROOF:
(1) 4"C - 4, #500 MCM & 1, #1/0 GND
(2) 2"C - FOR CONTROL WIRING,
BATTERY CHARGER, BLOCK HEATER 
AND STARTER LEADS.
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VERIFY LOCATION OF ALL
FLOW AND TAMPER SWITCHES
W/ SPRINKLER CONTRACTOR


