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NOTES:

1.  PROVIDE AIR-VAPOR BARRIER ELECTRICAL BOXES AT EXTERIOR WALLS. 
  AIRFOIL OR EQUIVALENT. VAPOR BARRIER SHALL BE SEALED TO FLANGE.

SCALE: 1/4"=1’-0"
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SCU-1
13.0A,
240V,
1PHS

ONAN - 100KW NAT GAS GENSET
EXTERIOR SOUND ATTENUATED 
ENCLUSORE ON ROOF. 

ERV-1
108.8A,
240V,
1PHS
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1 1/2 "C - 3 #2 
& 1 #8 GROUND

3/4"C TO SAC-1
IN COMMUNITY RM 005
FOR CONTROL WIRING

DOWN TO BSMT ELECTRICAL ROOM:
(1) 4"C - 4, #500 MCM & 1, #1/0 GND
(2) 2"C - FOR CONTROL WIRING,
BATTERY CHARGER, BLOCK HEATER 
AND STARTER LEADS.

O

DOWN TO PILOT
LIGHT SWITCH

RUN IN FOURTH FLOOR CEILING SPACE
GF
WP


