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ALL CONTACTORS ARE TIME CLOCK CONTROLED. PROVIDE SEVEN CALENDER-DAY, 24 HOUR, TIMECLOCK

CONTACTORS ARE ELECTRICALLY HELD/OPERATED RATED 600V, 30A WITH 120V COIL VOLTAGE.

MOUNT CONTACTORS & TIME CLOCKS INSIDE NEMA 1 ENCLOSURE WITH HAND/OFF/AUTO SWITCHES FOR MANUAL OVERRIDE.

COIL POWER
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LIGHTING CONTACTOR SCHEDULE

CIRCUITS CONTROLLED

TP - 1 - 1, 4

TP - 1 -  3, 6

TP - 1 - 2, 10

TP - 2 - 9, 13

TP - 1 - 5, 14, 16
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LABEL FOR ENGRAVED LABELS

1/2 SALES AREA GENERAL LIGHTING

1/2 SALES AREA GENERAL LIGHTING

SALES AREA DISPLAY/TRACK LIGHTING

CASEWORK LIGHTING

SHOW WINDOW/SIGNAGE
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KEY NOTESKEY NOTES

PROVIDE NEW CONTACTOR PANEL TO CONTROL SALES FLOOR LIGHTING 

CIRCUITS. PROVIDE ENGRAVED DESCRIPTION - "GENERAL LIGHTING", 

"DISPLAY / TRACK LIGHTING", "CASEWORK LIGHTING", ETC. REFER TO 
CONTACTOR SCHEDULE ON 2/E2.2 FOR ADDITIONAL DETAILS.

1

GENERAL NOTESGENERAL NOTES

5.

4.

3.

2.

1. REFER TO ARCHITECTURAL DRAWINGS FOR LIGHTING 

FIXTURE SCHEDULE. 

CONTRACTOR SHALL FIELD VERIFY ALL EXISTING 

CONDITIONS. 

LIGHTING FIXTURES DESIGNATED WITH THE LETTERS 'NL' 

(NIGHT LIGHTING) AND ALL EMERGENCY LIGHTING 
FIXTURES SHALL BE CIRCUITED AS INDICATED. 

LIGHTING FIXTURES DESIGNATED WITH THE LETTERS 'EM' 

(EMERGENCY LIGHTING), INSTALL EMERGENCY 
BATTERY-BACKUP BALLAST.

C1 C2
,

ETC DENOTE LIGHTING CONTACTOR ID. REFER TO DETAIL  

2/E2.2 FOR ADDITIONAL DETAILS.

6. PROVIDE HIGH FREQUENCY ELECTRONIC BALLAST FOR ALL LIGHTING 

FIXTURES.


