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Proposed Refelected Ceiling Plan
SCALE: 1/4" = 1'-0" 
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Proposed Electrical Plan
SCALE: 1/4" = 1'-0" 
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Existing Stair #1

Unit
Director
Office

Existing
Vestibule

Existing
Entry Lobby

Existing
Stair

Existing
Elevator

P.A.L. Office New Coat
Room

Exist. Game 
Room

No Work

Exist. Game 
Room

No Work

Stair #1

Unit
Director
Office

Existing
Vestibule

Existing
Entry LobbyNew Control

Desk

Existing
Stair

New Closet
ADD ALT #3

Existing
Elevator

Stair #1

New P.A.L. Office New Coat
Room
114138
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Exst. 3 way 
Switch
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Remove Existing GWB soffit
and Provide New Lay-In ACT
To Match Existing ACT 

Existing GWB Soffits
To Remain

Existing Lights, Relocate
to New Locations as Shown

Existing Lay-in ACT In Exist.
Grid.  Rework As Req'd To
Accommodate New Wall And
Light Locations

Existing Sprinklers
to Remain

Existing ACT Lay-in 
Ceiling To Remain

Existing Sprinklers 
To Remain

Existing Light 
To Remain

Existing Light 
To Remain

Existing Exit
Light To Remain

Existing GWB Clg.
To Remain

Existing GWB Bulkhead
To Remain

Re-Install Existing ACT Lay-in 
Ceiling and Lights, in New Configuration
As Shown. 
Sprinklers To Remain 
Unless Noted Otherwise

Exist. SD

Existing Sprinklers 
To Remain

Existing Track Lighting 
To be Remain

Existing Sprinklers To Remain

Existing Light, Relocate
to New Locations as Shown

New Gyp. Bd. Soffit

Existing Gyp. Bd. Bulkhead

Existing GWB Clg.
To Remain

New Track Lighting For Donor Plaque.
(Match Existing Track Lighting)
Verify Location with Owner

Re-Locate Exist. Lights, Typical

do
wn

down 7 R

New Outlets and 
Data. 

Exist. Outlets and 
Base Cabinets To
Remain

Ex
ist

. T
ro

ph
y 

Ca
se

Ex
ist

in
g 

Be
nc

he
s

Monitor (By
Owner)

Member's Card
Swipe (By Owner)

Monitor (By
Owner)

Relocated Existing
Security Control Panel
And Elec. Outlet. See 
ADD ALT. #2.

Exist. Wall mtd.
FACP to Remain

Rewire Existing
Lighting to provide 
independent Switching 
for New Office and New 
Coat Room.

Below Countertop
in Non metalic
Raceway

Provide Surface Mtd.
Raceway For All 
Wires And Cables To Wall
Mounted Display Monitor.
Verify Location With Owner.

Relocated, Exist.
Heating Unit

Below Countertop
in Non-Metalic
Raceway

Power and
Data in Wall
Below

Power and
Data in Wall
Below

Electric Kick Space
Heater Below,
Equal to Broan Model 112.
See 7-A4.1

Dual Compartment
Non-metalic
Raceway Below
Countertop

Below Countertop
in Non metalic
Raceway

Relocated Front
Door Control 
Switch

New Outlets

5-
A4

.2

Re-Install Existing ACT Lay-in 
Ceiling and Lights, in New Configuration
As Shown. 
Sprinklers To Remain 
Unless Noted Otherwise

Re-Located Lights, Typ.

New SD

New SD

Existing GWB Clg.
To Remain

Re-Located Exist.
Lights, Typ.

Re-Locate Exist.
Recessed Lights

New GWB Clg.
To Align w/ Existing

ADD ALT. #2

New GWB Clg.
To Align w/ Existing

ADD ALT. #2

ADD ALT. #2 -
New Walls Where Piers Removed

New Walls Where
Piers Removed As Part
Of ADD ALT #2.

New Walls Where
Piers Removed As Part
Of ADD ALT #2.

BASE BID
No Change to
Existing Piers

Exst. 3 way 
Switch

New Switches

To new Switch
at New Recptn.

To Exist. Entry
Vest. Light
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ist
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New Coat Room Lighting 
Switch to Remain at 
Exist. Switch Location in 
Existing Office Area.

New Coat Room Lighting 
Switch to Remain at 
Exist. Switch Location in 
Existing Office Area.

New Light 
Switches

New Light 
Switch

New Light Switch For 
Exist. TrackLighting

Relocate Exist.
Emer. Light
as Reqd. By Add
Alt #2.

Existing GWB Soffits
To Remain

New OutletExist. Outlet

Exist. 3
Way Switch

Exist. 3
Way Switch


