
C9 SIM.
WALL ASSEMBLY TO
HAVE 8" WD STUD
CONSTRUCTION

1"

BACKER ROD &  SEALANT

BRAKE MTL TRIM COLOR TO MATCH
ADJ. WALL PANEL

1/2"

METAL PANEL
TYPE A

AIR BARRIER
SHOWN DASHED;
RETURN INTO
ROUGH OPENING
R-6 MIN. SPRAY
INSULATION-
PROVIDE R-14
UNDER
ALTERNATE BID

4"

BRAKE METAL TRIM
3/4" 1/8"

5"

2"

CURTAIN WALL
SYSTEM

COVER BRAKE METAL WITH STRIP OF
WALL FLASHING
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ACOUS. PANEL.

H

9

A503
C5

METAL GUARD

CONT. HAND RAIL

RIGID INSULATION

2 
1/

4"

2X BLOCKING

CORNER MULLION
FOR STOREFRONT

STOREFRONT
SYSTEM

STOREFRONT
SYSTEM

AIR BARRIER, SHOWN DASHED.
WRAP AROUND BLOCKING &
RETURN INTO ROUGH OPENING

6 1/4"2 7/8"

ALIGN W/
SOFFIT

7"

CONT. BACKER ROD & SEALANT

STORE FRONT DOOR JAMB

9

BACKER ROD &
SEALANT

ALUMINUM
STOREFRONT
FILL CAVITY WITH
SPRAY FOAM INSUL.

SEALANT

WRAP AIR BARRIER
SYSTEM AROUND
BLOCKING AND INTO
ROUGH OPENING.

WD. BLOCKING

RIGID INSULATION

ROOF
66' - 11"

ROOF ACCESS
67' - 10 1/2"

9 
1/

2"

ALUM. DOOR SILL

INSUL. STEEL DOOR

MTL. JAMB TRIM
BEYOND

FIRST FLOOR
23' - 10 1/2"

9

2'
-4

"

SIM.
WALL ASSEMBLY TO
HAVE 8" WD STUD
CONSTRUCTION

ALUM. CURTAIN
WALL SYSTEM

3/4" WD STOCK

CAULKING

CAULKING

ALUM. STOREFRONT
SYSTEM

CANOPY

R-6 MIN. SPRAY
INSULATION, PROVIDE
R-14 UNDER ALTERNATE
BID

METAL PANEL

AIR BARRIER
SHOWN DASHED

4 1/2" 6"

PREFINISH METAL
SOFFIT PANEL

9"

BACKER ROD &
SEALANT

SPRAY FOAM INSULATION-
ALTERNATE

AIR BARRIER
SHOWN DASHED

METAL PANEL WITH MFR. END WALL
CLOSURE.

COMMUNITY
    ROOM

STOREFRONT SYSTEM
CUSTOM CORNER
MULLION

SPRAY FOAM
INSULATION
(BASE BID)

1" ACOUSTICAL  PANELS

94.5°

H C9 SIM.
WALL ASSEMBLY TO HAVE 8"
WD STUD CONSTRUCTION

R-6 MIN. SPRAY INSULATION - BASE BID
R-14 SPRAY INSULATION - ALTERNATE BID

3/4" WOOD FURRING

ROOF
66' - 11"

ROOF ACCESS
67' - 10 1/2"

PREFINISHED
MTL GUTTER

METAL FASCIA
TYPE I

ROOF EPDM ON TAPERED
INSULATION ON 3/4" PLYWD,
LAP 18" UP WALL

6"

5"

3" / 1'-0"

SNOW GUARD
SEE ROOF PLAN

STANDING SEAM MTL.
ROOFING SYSTEM

1'-2"

7-1/4" LVL @ 24" O.C.

(2) 7-1/4" LVL

ALTERNATE #__
2" SPRAY FOAM R14

3"

10"

P.T. 2X PLATE

UPPER ROOF
78' - 3"

2 LAYERS OF 5/8" GYP,
BOTH SIDES

9

KNEEWALL @ LANDING

CONT. HANDRAIL

1-1/2" WD STOCK

3/4" WD STOCK

CURTAIN WALL
SYSTEM

3 1/2"3/4" 3/4"

2 
3/

8"

BLK'G. FOR HANDRAIL

STEEL STRUCTURE
BEYOND

H
METAL PANEL SIDING TYPE A

METAL PANEL CHANNEL CLOSURE-
PREFINISHED TO MATCH ADJ. PANEL

CONT. BACKER ROD& SEALANT

4"

CURTAIN WALL SYSTEM

BRAKE METAL (SEE ENLARGED DIAGRAM)
PRE-FINISHED TO MATCH ADJ. PANEL

COVER BRAKE METAL WITH STRIP OF
WALL MEMBRANE FLASHING

CONT. BACKER ROD & SEALANT

STEEL GERT; SEE STRUCTURAL

AIR BARRIER SHOWN DASHED;
RETURN INTO ROUGH OPENING

BLOCKING

3/4"

BRAKE METAL DIAGRAM:

5"

2"

1/8"

ROOF
66' - 11"

3

ROOF ACCESS
67' - 10 1/2"

1 1/2"

3 1/2"

5"

1 1/2"

4"

3-1/2" x 9-1/4"  P.T. PSL

1/2" PLYWOOD
SHEATHING

2X4" STUDS @
16" O.C.

1/2"

BASE BID
 2"  SPRAY INSULATION

EPDM ROOFING
@ GUTTER

METAL FASCIA
TYPE I

3

landing 0.5
21' - 0 3/8"

FLASH & WEEPING

GROUND FLOOR
12' - 6"

9

METAL DRIP
FLASHING

PREFIN. METAL TRIM

4x4 STEEL ANGLE

SPANDREL GLAZING

CONTINUOUS CLEAT

WEEP LINERS

BACKER ROD & SEALANT 1"

STRUCTURAL SLAB
SLOPE TO DRAIN

HM FRAME

BF MTL THRESHOLD
SET IN FULL BED OF
SEALANT

PERIMETER ISOLATION
MATERIAL LOCATED
UNDER THRESHOLD

FLOOR SLAB SYSTEM

BOARD INSULATION

SELF-ADHERING MEMBRANE
FLASHING; WRAP INTO
ROUGH OPENING

AIR BARRIER; LAP AND SEAL
OVER MEMBRANE FLASHING
AND HEAD FLASHING

SELF-ADHERING MEMBRANE
FLASHING; ANCHOR BEHIND
PRESSURE PLATE AND TURN
UP 4" MIN.

METAL WALL PANEL

METAL HEAD FLASHING

BACKER ROD & SEALANT

ALUM. CURTAIN WALL

BACKER ROD TO OSUPPORT
MEMBRANE FLASHING

2X WD. NAILER

SPRAY FOAM INSULATION
ZIP-STRIM GWB MOLDING &
CONT. SEALANT.

WD BLOCKING

R-6 MIN SPRAY INSULATION
(PROVIDE R-14 UNDER
ALTERNATE BID)

FL
AS

H
IN

G

4"
H

EM
M

ED

ALUM CURTAIN WALL

ANCHOR MEMBRANE
FLASHING BEHIND
PRESSURE PLATE

BACKER ROD & SEALANT

ANCHOR METAL HEMMED
FLASHING BEHIND
PRESSURE PLATE

SELF-ADHERING MEMBRANE
FLASHING

AIR BARRIER; WRAP
AROUND BLOCKING AND
INTO ROUGH OPENING

METAL PANEL

SPRAY FOAM
INSULATION
(BASE BID)

ZIP-STRIM GWB MOLDING &
CONT. SEALANT

SPRAY FOAM INSULATION

CONT. BACKER ROD &
SEALANT

FIRST FLOOR
23' - 10 1/2"

ROOFING
MEMBRANE.  RETURN
INTO ROUGH
OPENING.

SILL FLASHING AND
COUNTER FLASHING.
RETURN INTO ROUGH
OPENING

CONT. BACKER ROD
AND SEALANT

FILL VOIDS WITH FOAM-
IN-PLACE INSULATION

ALUM. STOREFRONT

SPRAY INSULATION @
PERIMETER AND ABOVE SLAB
(BASE BID)

ALUM. STOREFRONT
FILL VOIDS W/ SPRAY FOAM INSULATION

CONT. BACKER ROD & SEALANT BETWEEN
FRAME & MEMBRANE FLASHING

METAL PANEL TYPE B

AIR BARRIER
WD. BLOCKING

FULL COURSE METAL
PANEL

BRAKE METAL TRIM
PRE-FINISHED METAL CHANNEL
CLOSURE & FLASHING

SELF-ADHERING MEMBRANE FLASHING;
WRAP INTO ROUGH OPENING

METAL HEAD FLASHING

SELF-ADHERING MEMBRANE FLASHING; LAP & SEAL
OVER MEMBRANE FLASHING & METAL HEAD FLASHING

JAMB BEYOND

1/2" NYLON WASHER AS SPACER.

PREFINISHED MTL. SOFFIT PANEL; MATCH
COLOR OF METAL PANEL TYPE B

3"

LAP WALL MEMBRANE OVER AIR
BARRIER AND METAL FLASHING
& CHANNEL CLOSURE

9

ALIGN FLASHING WITH
TOP OF BRAKE METAL
WINDOW TRIM
ADJACENT

METAL PANEL TYPE A

METAL PANEL TYPE A

METAL PANEL CHANNEL
CLOSURE; PRE-FINISH TO
MATCH PANEL

1 
1/

4"

AIR BARRIER, SHOWN DASHED

94
.5°

2x BLOCKING

AIR BARRIER SHOWN DASHED; WRAP INTO
ROUGH OPENING WIDTH OF STOREFRONT.

MUDDED J-BEAD &
SEALANT

BACKER ROD &
SEALANT

SPRAY FOAM
INSULATION

ALUMINUM
STOREFRONT
WINDOW

BACKER ROD &
SEALANT
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EXTERIOR
DETAILS

A503

08/03/11

10020

Checker

 3" = 1'-0"B3 CURTAINWALL CORNER AT STAIR S2 1 1/2" = 1'-0"B5 CURTAINWALL JAMB AT STAIR S2 COLUMN

 1 1/2" = 1'-0"A3 STOREFRONT CORNER  AT STAIR S2 GROUND FLOOR

 1 1/2" = 1'-0"B2 PEARL STREET ENTRY JAMB

 3" = 1'-0"A4 STOREFRONT JAMB @ BRICK

 1 1/2" = 1'-0"D5 ROOF AT ACCESS DOOR THRESHOLD

 1 1/2" = 1'-0"A1 WALL SECTION DETAIL AT STAIR S2 CANOPY CONNECTION

 1 1/2" = 1'-0"C2 STOREFRONT JAMB @ COMMUNITY ROOM AND STAIR S2

 1 1/2" = 1'-0"A5 WALL TYPE TRANSITION AT STAIR S2 COLUMN

 1 1/2" = 1'-0"D6 ROOF EDGE AT STAIRS S1 & S3

 1 1/2" = 1'-0"E5 ROOF HIGH POINT AT STAIRS S1 & S3

 1 1/2" = 1'-0"B4 S2 KNEEWALL END TRIM

 6" = 1'-0"C5 CURTAIN WALLL JAMB 1 1/2" = 1'-0"C6 CMU WALL TRANSITION AT STAIRS S1 & S3

 1 1/2" = 1'-0"B6 BRICK SEPERATION AT STRUCTURAL STEEL IN STAIRS S1 & S3

 1 1/2" = 1'-0"A6 STOREFRONT SILL AT BRICK
 1 1/2" = 1'-0"A2 DOOR THRESHOLD DETAIL

 3" = 1'-0"D3 CURTAIN WALL HEAD DETAIL

 3" = 1'-0"C3 CURTAIN WALL SILL DETAIL

 3" = 1'-0"D1 STOREFRONT SILL @ COMMUNITY ROOM

 3" = 1'-0"E2 STOREFRONT HEAD @ COMMUNITY ROOM

 3" = 1'-0"D4 METAL PANEL FLASHING DETAIL @ STAIR S2

 3" = 1'-0"C1 STOREFRONT JAMB @ COMMUNITY ROOM

cogan
Alan Kuniholm


