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FIRST FLOOR PLAN  REVISIONS AT STAIR 4
Scale: 1/4" = 1'-0"
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New electrical chase as
shown.  Firestop conduits
at slab

Enlarge existing masonry
opening as shown.

New electrical chase as
shown.  Firestop conduits
at slab

Doors 139, 139.1, 139.2 shall all be
pairs of 2'-6"x7'-0" with panic hardware.
Door 139 requires smoke seals and  Door
139.2 shall have a 60 minute label. 
All are type 'A' doors .  Door dtls H1/J1 
apply to doors 139, 139.2.   Details for
Door 139.1 are similar to dtls H3/J3


