
Exercise Room
225

Stair 2

DN

(1) N2 fixture removed !
from Guest !
Work Stations

Remove exist'g soffit wall !
up to sloped wood ceiling above

Relocated return air diffuser

C3

New GWB soffit at 9'-0"!
A.F.F.- return soffit wall up !
along face of existing cold !
formed mtl. truss adding !
new mtl firring or studs !
as required to achieve flush !
surface up to sloped roof !
deck above.!
!
Revise in place ductwork !
& sprinkler piping as required.

9'-1" 
AFF

Sidewall supply grillesC3
9'-1" 
AFF

POWER PAY!
OFFICE FIT-UP
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ASK 58

At the two side walls & new!
soffit wall of the Exercise Room !
highlighted w/a dashed line, extend !
T&G pine paneling at the upper portion !
of the walls.  The bottom edge of the !
T&G should match the bottom edge of !
the T&G already installed on the !
glass wall.!
!


