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Align

3 1/2" 3 1/2"

Relocate outlets as shown!
to allow for 18" sill height

Relocate switch boxes!
on opposite side of wall!
as close to the end of the !
wall as possible to maximize !
glass width.

 
Minimnum dimension!
required to clear boxed in!
columns and piping to!
allow maximum width for!
glass panel.
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Align

3 1/2"3 1/2"

Relocate outlets as shown!
to allow for 18" sill height

New 1/2" glass panels in GWB !
openings as shown. Provide!
Aluminum storefront framing!
at head and sill and provide silicone!
sealant between glass edge and !
GWB at jambs.   

Minimnum dimension!
required to clear boxed in!
columns and piping to!
allow maximum width for!
glass panel.

ELEVATION A
1/2"=1'-0"
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Exercise Room
225

EXERCISE ROOM PARTIAL PLAN
1/2"=1'-0"

Add two new aluminum framed glass panels as 
shown.  Openings to match head and sill heights!
of adjacent glass panels and be as wide as possible !
while clearing the diagonal wood timber coming 
through the wall between them.  The water curtain!
sprinkler system shall be extended around the corner!
with a sprinkler head centered in fron of each of the 
new openngs on both sides of the glass as detailed!
in ASK 35.

New 1/2" glass panels in GWB !
openings as shown. Provide!
Aluminum storefront framing!
at head and sill and provide silicone!
sealant between glass edge and !
GWB at jambs.  
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Open to Below

Ramp Dn Lobby
200 Stair 1

226

Steel & Glass Rail 
System- w/ Hand 
Rail. See A6.1

Recept.

Conference

Up !
6R

Open to Below

2

This Area originally scheduled!
for ceramic tile (floor type 4).!
Change to carpet tile (floor type 2)

PARTIAL SECOND FLOOR FINISH PLANS
3/32"=1'-0"
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Open to Below

Manager

Manager

Steel & Glass	

Rail System-	

Typical	

See A6.1
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Office Office
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217

This area originally scheduled!
for carpet Type 1. The Owner is !
interested in changing this area to carpet!
tile Type 2 if there is enough material!
available from the order that was placed!
with the manufacturer.  
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217

 

Remove portion of rail system at location!

of new butt glazed permanent partition

New  9' high butt glazed glass partitions.!
Installation and support details to be developed!
together w/ AD&W !

Conference
201A

PLAN
SCALE: 1/4" = 1'-0"

Remove glass and aluminum storefront framing!
& replace with butt glazed partitions!

Relocate a rail stanchion to !
be located  adjacent to corner !
of conference room glass partitions

Floor power and data outlets!
recently relocated to adjacent !
to office 206 should be re-located!
back to the original location!
adjacent to the executive coffee!
area.

Power and data cables originally !
planned to be fed into the movable!
partition system used for the conference rm.!
enclosure should be directed into !
boxes installed into the back wall!
of the coffee area. The new glass!
partitions will go up and over the top of !
the coffee area enclosure and the back!
wall will be within the conference room.

NEW BUTT GLAZED GLASS WALL SYSTEM TO CONSIST OF!
1/2" TEMPERED GLASS PANELS WITH  CONTINUOUS!
TOP AND BOTTOM SHOES W/ SATIN NICKEL FINISH.  IF THIS !
FINISH IS NOT AVAILABLE THEN PROVIDESATIN BRUSHED ALUMINUM !
FINISH.  METAL DUTCHMAN CLIPS MAY BE REQUIRED AT GLASS !
PANEL JOINTS BASED ON ENGINEERING FINDINGS.!
!
OFFICE DOORS WILL BE FITTED WITH LOCKS AT THE BOTTOM RAIL.!
GLASS WALL HEIGHT AT CONFERENCE ROOM 217 AND THE EXECUTIVE OFFICES!
SHALL BE 9'-0".  WALL HEIGHT AT CONFERENCE ROOM 201A SHALL!
MATCH HEIGHT OF EXISTING TO BE REMOVED. 


