
March 9, 2010

POWER PAY 
OFFICE FIT-UP

WINTON  SCOTT ARCHITECTS, PA 
5 Milk Street                        
Portland, Maine   04101 
207 774 4811

ASK 65

Conference
217

 Remove portion of rail system at location!
of new butt glazed permanent partition

Relocate a rail stanchion to !
be located  adjacent to corner !
of conference room glass partitions

Floor power and data outlets!
recently relocated to adjacent !
to office 206 should be re-located!
back to the original location!
adjacent to the executive coffee!
area.

Provide standard high and low power,!
data, VGA, TV boxes tied to floor box. !
Same set up as other conference rooms!
on the project.
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New 3 5/8" GWB partition-match height of!
existing partitions at coffee area. Provide 2x !
blocking at top of wall and  wrap w/ GWB. Install !
(4) 3" steel tube posts concealed in the stud !
space equally spaced with one at each end with clip!
angles to attach them to the slab for lateral stability.

Butt glazed wall system - 9'-0" high at all locations.!
Extend up over GWB partitions typical

Extend coffee area partition to !
face of steel angle at floor.


