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ISSUED FOR BIDDING
CONSTRUCTION DOCUMENTS
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PTD GWB COLUMN
COVER BEYOND

FLUSH MTD.
TRACK BEYOND

ROLL-UP GRILL

ROLL-UP GRILL, ENCLOSURE
& SUPPORT STRUCTURE,
COORDINATE W/ SELECTED
MANUFACTURER.

5/8" PTD. MDO BOARD AT TOP FACE
3/4" PLYWOOD SHEATHING
AT TOP SURFACE

LIGHT GAUGE METAL FRAMING

5/8" PTD GWB, WITH
1/2" REVEAL AT
WOOD TRIM TOP OF SOFFIT 

ELEV: 97'-9" 

PTD GWB COLUMN
COVER BEYOND

ROLL-UP FIRE SHUTTER
TRACK BEYOND, FLUSH MTD.

ROLL-UP FIRE SHUTTERROLL-UP FIRE SHUTTER,
ENCLOSURE AND SUPPORT
STRUCTURE, COORDINATE 
W/ SELECTED MANUFACTURER

3/4" PLYWOOD SHEATHING
AT TOP SURFACE

LIGHT GAUGE METAL
FRAMING

5/8" PTD GWB ON METL. 
FURRING

LIGHT GAUGE 
METAL FRAMING

BOT OF SOFFIT 
ELEV: 93'-9" 

TOP OF SOFFIT 
ELEV: 97'-9" 

CIP CONCRETE FLOOR, WITH
INTEGRAL COLOR ON METAL DECK 
ON CFMF. 

ACT TYPE 1

GWB RETURN

PERF. METAL
PANELS

2 LAYERS, EXISTING
1/2" GWB 

1 5/8" EXISTING METAL
STUDS

8" EXIST. CONC. BLOCK

EXISTING GRANITE TO REMAIN 

STRUCTURAL GLASS
STANDOFF HARDWARE

1/2" TEMPERED GLASS RAILING

EXIST. CONC. FLOOR

3 5/8" METAL STUD

5/8" GWB, PTD.

1 1/2" OAK CAP, MATCH WIDTH
TO PIER BEYOND

PTD GWB COLUMN
COVER BEYOND

3/4" PLYWOOD SHEATHING
AT TOP SURFACE
LIGHT GAUGE METAL FRAMING

LIGHT GAUGE METAL FRAMING

BOT OF SOFFIT 
ELEV: 93'-9" 

TOP OF SOFFIT 
ELEV: 97'-9" 

DOOR SOFFIT SECTION DETAIL
SCALE: 1" = 1'-0"

1
A122

SOFFIT SECTION DETAIL
SCALE: 1" = 1'-0"

2
A122

DOOR SOFFIT SECTION DETAIL
SCALE: 1" = 1'-0"

3
A122

LEVEL 2 
ELEV: 99'-3" 

CONNECTION OF GRANITE
PANEL TO BEAM.  SEE STRUCT DWG'S

EXISTING STEEL BEAM AND
FIREPROOFING

EXISTING GRANITE PANEL

EXISTING CONCRETE SLAB

MECH DUCT

DUCT INSULATION

REMOVE SUPPORTS AND CUT
LOWER PORTION OF GRANITE

ACT 

LEVEL 2 
ELEV: 99'-3" 

MECH DUCT

DUCT INSULATION

EXISTING STEEL BEAM AND
FIREPROOFING

EXISTING TECTUM PANEL
REPLACE DAMAGED PANELS
AS NOTED AND REPAINT ALL

EXISTING CONCRETE SLAB

APPROXIMATE SIZE & LOCATION OF
DUCTWORK SEE MECH DWG

MAINTAIN CONTINUOUS
1 HOUR FIRE BARRIER
5/8" GWB EA SIDE OF
3 5/8" METAL STUDS

DUCT PENETRATION
AT FIRE BARRIER

FIRE STOPPING ACT CEILING 
ELEV: 95'-3" 

LEVEL 2 
ELEV: 99'-3" 

EXISTING CONCRETE SLAB

MAINTAIN CONTINUOUS
1 HOUR FIRE BARRIE
5/8" GWB EA SIDE OF
3 5/8" METAL STUDS

ROLL-UP FIRE SHUTTER,
ENCLOSURE AND SUPPORT
STRUCTURE, COORDINATE WITH
SELECTED MANUFACTURER

ACT CEILING SYSTEM

GWB JAMB BEYOND

DOOR SOFFIT SECTION DETAIL AT TEEN SERVICES
SCALE: 1" = 1'-0"

4
A122

SILL DETAIL AT FICTION [126]COUNTER/SILL DETAIL AT FICTION [126]COUNTER DETAIL AT ROLL UP FIRE DOOR SILL 
SCALE: 1" = 1'-0"

8
A102

MAIN LEVEL 
ELEV: 84'-3" 

MAIN LEVEL 
ELEV: 84'-3" 

MAIN LEVEL 
ELEV: 84'-3" 

MAINTAIN CONTINUOUS
1 HOUR FIRE BARRIER
5/8" GWB EA SIDE OF
3 5/8" METAL STUDS

ROLL-UP FIRE SHUTTER
ROLL AND ENCLOSURE
COORDINATE WITH
SELECTED MANUF

EXISTING CONCRETE SLAB
AND UPTURNED CURB

EXISTING CONCRETE SLAB
AND UPTURNED CURB

EXISTING CONCRETE SLAB
AND UPTURNED CURB

FIRE STOPPING

GWB JAMB BEYOND

SECTION DETAIL: PERF. PANEL OVER EXIST. TECTUM
SCALE: 1 1/2" = 1'-0"

11
A122

COUNTER DETAIL AT TEEN COLLECTION AREA
SCALE: 1" = 1'-0"

6
A102

GLASS RAILING @ EXIST. GRANITE
SCALE: 1" = 1'-0"

12
A102

WINDOW HEAD, SILL & JAMB DETAILS: AT CHILDREN'S SERVICES
SCALE: 1 1/2" = 1'-0"

5
A602

MAIN LEVEL
ELEV: 84'-3" 

LEVEL 2
ELEV: 99'-3" 

B.O. TRIM
ELEV: 95'-3" 

LOBBY
ELEV: 81'-9" 

PARTITION DETAIL: BETWEEN FICTION AND CHILDREN'S
SCALE: 1 1/2" = 1'-0"

13
A102

CEILING HEIGHT
ELEV: 11'-0" AFF

TOP OF WALL
ELEV: 8'-0" AFF

ACT CEILING, SEE 
RCP FOR TYPE

1/2" TEMPERED GLASS PARTITION

5/4 PAINT GRADE POPLAR

STEEL TUBE, SEE STRUCT.

CONT. SOLID WOOD BLOCKING,

4X4 PAINTED TUBE STEEL 
BEYOND

DOUBLE LAYERS OF 1/2"
GWB TO MATCH EXISTING

EXISTING INSULATED
METAL STUD WALL

METAL FURRING
EXISTING METAL SIDING ON

FORMBENT METAL WINDOW
TRIM AND FLASHING

SOLID 2X PT WOOD BLOCKING

FORMBENT METAL
WINDOW SILL

PERIMETER ROD & SEALANT

ALUMINUM CURTAINWALL

FORMBENT FLASHING
PAN OUTLINE BELOW
W/ 3/4" UPTURNS

EXISTING METAL SIDING

FORMBENT METAL WINDOW
TRIM AND FLASHING

DOUBLE LAYERS OF 1/2"
GWB TO MATCH EXISTING

EXISTING INSULATED
METAL STUD WALL

FORMBENT FLASHING
PAN W/ 3/4" UPTURNS

SOLID 2X PT WOOD
BLOCKING

PERIMETER ROD
& SEALANT

DETAIL @ TOP OF PARTIAL WALL:
BETWEEN FICTION AND CHILDREN'S
SCALE: 3" = 1'-0"

14
A413

5/8" GWB SOFFIT
ELEV: 93'-9" 

TOP OF WALL
ELEV: 8'-0" AFF

TOP OF STL.
ELEV: 7'-10" AFF

STEEL TUBE, SEE 
STRUCT.

1/2" GWB REVEAL
TRIM EACH SIDE

5/4 PAINT GRADE POPLAR

BLOCKING

BLOCKING

CONT. WOOD NAILER

1/2" TEMP. GLASS

SS STRUCTURAL STANDOFFS. 
SIM. TO GLASS RAILING 
SYSTEM SPEC.
2" DIA. x 3/4" WIDE SS 
STANDOFF NUT.

SS SLEEVES THROUGH 
GLASS, W/ NEOPRENE 
GASKETS EACH SIDE OF 
GLASS.

2" DIA. x 1" WIDE SS 
STANDOFF BASE.


THREADED ANCHOR
SECURED TO STL. CHANNEL

5/8" GWB EACH SIDE

3 5/8" METAL FRAMING

BOT. OF GLASS
ELEV: 7'-2" AFF

1 1/2" OUTSIDE DIA. FLAT
WASHERS TO DEPTH OF 5/8"
AT EACH STANDOFF

DETAIL SECTION AT DOOR HEAD 
BETWEEN FICTION AND CHILDREN'S
SCALE: 3" = 1'-0"

15
A102

GWB PIER BEYOND

5/8" PLYWOOD

CONT. COMPRESSIBLE FILLER STRIP

1/2" GWB REVEAL
TRIM, TYP. AT GWB

PUBLIC COMPUTING
112

C

C
EXISTING GRANITE PANELS

FF

B

B 2" EXISTING TECTUM
BOARD ON 1X3 FURRING
W/ WOOD TRIM AT TOP
AND BOTTOM.

2" EXISTING TECTUM
BOARD ON 1X3 FURRING
W/ WOOD TRIM AT TOP
AND BOTTOM.

EXISTING WOOD TRIM AT
TOP AND BOTTOM

3/4" S.S. STANDOFFS

EXIST. CONC. SLAB

EXIST. CONC. STL. BEAM AND BRACING

EXIST. CONSTRUCTION

MAIN LEVEL 
ELEV: 84'-3" 

MAINTAIN CONTINUOUS
1 HOUR FIRE BARRIER
5/8" GWB EA SIDE OF
3 5/8" METAL STUDS

EXISTING CONCRETE SLAB
AND UPTURNED CURB

FIRE STOPPING

EXIST. GRANITE
WALL PANEL BEYOND

SOFFIT
ELEV: 95'-3" 

REPAIR/REPAINT
EXIST. SOFFIT

LIGHT GAUGE 
METL. FRAMING

METAL FURRING CHANNELS
ON BOT. OF LIGHT GAGE
FRAMING 5/8" PTD GWB ON METL. 

FURRING

5/8" PTD. MDO BOARD AT TOP FACE

NEW PERF. METAL
PANELS ON 3/4"
S.S. STANDOFFS

3/4" S.S. STANDOFFS

5/8" PTD. MDO BOARD AT
TOP FACE

4" RUBBER BASE

2 3/8" SQ. ADJUSTABLE
METAL COUNTER LEG

4" RUBBER BASE

1/2" THICK SOLID SURFACING

3/4" PLYWOOD BASE

1 1/2" SOLID SURFACE EDGE

3 5/8" METAL STUDS

5/8" TYPE "X" GWB

HIGHER COUNTER BEYOND

4" RUBBER BASE

3/4" PLYWOOD BASE3/4" PLYWOOD BASE

1 1/2" SOLID SURFACE EDGE1 1/2" SOLID SURFACE EDGE
SOLID SURFACE
COUNTER BEYOND

SOLID SURFACE
COUNTER END PANEL
BEYOND

4" RUBBER BASE4" RUBBER BASE

2 3/8" SQ. ADJUSTABLE
METAL COUNTER LEG

2 3/8" SQ. ADJUSTABLE
METAL COUNTER LEG

COUNTER MTD. LIGHT FIXTURES

EDGE OF WALL BEYOND
SOLID SURFACE SILL,
ALIGN TOP OF SILL
W/ EXIST. WINDOW FRAME
AND SILL AT COUNTER 
BEYONDALIGN TOP OF SILL

W/ EXIST. WINDOW FRAME

1/4" PLYWOOD1/4" PLYWOOD

BLOCKINGBLOCKING

1/2" THICK SOLID SURFACING
FOR COUNTER, NOSING,  
"BACKSPLASH" AND SILL1/2" THICK SOLID SURFACING

COORDINATE BEAM LOCATION 
WITH PARTITION AND TUBE STL. 
POSTS BELOW.

WALL MTD. LIGHT FIXTURES,
TOP WITH COUNTER MTD.
LIGHT FIXTURES BEYOND

COUNTER MTD. LIGHT FIXTURES

SCALE: 1" = 1'-0"
10

A102SCALE: 1" = 1'-0"
9

A102

HOL. METAL FRAME

DOOR HEAD
ELEV: 7'-0" AFF

SCALE: " = 1'-0"

7
A

PROVIDE CLG. ACCESS
PANEL, MIN. 2'X2'.
COORDINATE LOCATION
WITH SELECTED DOOR
MANUF.

EXISTING STEEL STRUCTURE

2

5/8" GWB W/ 1/2"
REVEAL TRIM AT
BOT. GRANITE

3/4" X 1 1/2" OAK TRIM

ROLL-UP FIRE SHUTTER
TRACK BEYOND, FLUSH MTD.

INDICATES LINE OF FIRE
RATING

MIN. 4" EXP. ANCHORS

CONTINUOUS 1 HOUR FIRE
BARRIER PARTITION
W/5/8" GWB EA SIDE OF
3 5/8" METAL STUDS

3/8" SEALANT JT. AT GRANITE, TYPICAL

EXIST. RAMP
ELEV: VARIES 

EXIST. CONC. RAMP

JAMB: AT WINDOW W16

HEAD: AT WINDOW W23

SILL: AT WINDOW W15

EXISTING INSULATED
METAL STUD WALL

ALUMINUM CURTAINWALL

1/2" SOLID SURFACE SILL
AND TRIM

1/2" SOLID SURFACE SILL
AND TRIM

REF SHEET A313 FOR 
ADDITIONAL DETAILS

DOUBLE LAYERS OF 1/2"
GWB TO MATCH EXISTING

PERIMETER ROD
& SEALANT

EXISTING BEAM WITH
SPRAY-ON FIREPROOFING

CE
NT

ER
 O

F 
FI

XT
UR

E

CE
NT

ER
 O

F 
FI

XT
UR

E

ALIGNALIGN

8 12" 1'-5 12" 8 12"

1'-4"1'-6"


