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TECHNICAL NOTES:

@ LOWER EXISTING MANUAL PULL STATION TO 48" AFF.

PROVIDE CONTROL MODULE FOR RELEASE OF
MAGNETIC DOOR HOLDER.

SEG. A

KEY PLAN
LEGEND:
E EXISTING TO REMAIN
ER  EXISTING RELOCATED
NR NEW TO REPLACE EXISTING IN EXISTING LOCATION
R EXISTING TO BE REMOVED
RR REMOVE & RELOCATE EXISTING
FIRE ALARM HORN / LIGHT
¥  MULTI-CANDLA STROBE
MULTI-CANDELA SPEAKER/STROBE
CEILING MOUNTED MULTI-CANDELA
SPEAKER/STROBE
FIRE ALARM SYSTEM CEILING MOUNTED HEAT
DETECTOR - "EL" FOR ELEVATOR SHUNT TRIP
FIRE ALARM SYSTEM CEILING MOUNTED SMOKE
DETECTOR - "EL" FOR ELEVATOR RECALL
WALL MOUNTED FIRE ALARM SYSTEM MANUAL
PULL STATION
KNOX BOX
JUNCTION BOX
[d DOOR HOLD-OPEN DEVICE CONNECTION
* FIRE ALARM SYSTEM/SPRINKLER SYSTEM
PRESSURE SWITCH
*@ FIRE ALARM SYSTEM/SPRINKLER SYSTEM FLOW
SWITCH
*@ FIRE ALARM SYSTEM/SPRINKLER SYSTEM TAMPER

SWITCH

FIRE ALARM SYSTEM DUCT MOUNTED SMOKE

DETECTOR

FIRE ALARM SYSTEM CONTROL PANEL

FIRE ALARM ANNUNCIATOR

T GAS SHUT-OFF

RADIO TRANSMITTER BOX
[vM] MONITOR MODULE

TEST STATION i
RELAY MODULE

®  ANSUL GAS TANK
FIRE ALARM AMPLIFIER
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