
 Permit No:City of Portland, Maine - Building or Use Permit Application
389 Congress Street, 04101  Tel: (207) 874-8703, Fax: (207) 874-8716 09-0605

 Issue Date:  CBL:

027  C011001

Permit Type:

Business Name:

Lessee/Buyer's Name

PhoneContractor Name:

Phone:

Owner Address: Phone:Owner Name:Location of Construction:

17 CHESTNUT ST BOODILLY LLC 158 WOODVILLE RD  

Dons Electric
Contractor Address:

767 Main Street Monmouth 2079334500

Fire Alarm System
 Zone:

 FIRE DEPT:

Proposed Project Description:

Proposed Use:Past Use:

Commercial Restaurant "Grace" Commercial Restaurant "Grace" - 
install a Fire Alarm System

Commercial Restaurant "Grace" - install a Fire Alarm System

 Cost of Work:

$29,328.00
 Permit Fee:

$320.00

Approved

Denied

Signature:

INSPECTION:

Signature:

Use Group: Type

PEDESTRIAN ACTIVITIES DISTRICT (P.A.D.)

Action

Signature: Date:

Approved Approved w/Condition Denied

Date Applied For:

06/11/2009
Permit Taken By:

Ldobson
Special Zone or Reviews

Shoreland

Wetland

Flood Zon

Subdivision

Site Plan

Maj Mino MM

Zoning Appeal

Variance

Miscellaneous

Conditional Us

Interpretatio

Approved

Denied

Historic Preservation

Not in District or Landma

Does Not Require Revie

Requires Review

Approved

Approved w/Condition

Denied

Zoning Approval

Date: Date: Date:

This permit application does not preclude the 
Applicant(s) from meeting applicable State and 
Federal Rules.

1.

Building permits do not include plumbing, 
septic or electrical work.

2.

Building permits are void if work is not started 
within six (6) months of the date of issuance.  
False information may invalidate a building 
permit and stop all work..

3.

CEO District:

1

SIGNATURE OF APPLICAN

RESPONSIBLE PERSON IN CHARGE OF WORK, TIT

ADDRESS DATE                                   PHO

DATE                                   PHO

I hereby certify that I am the owner of record of the named property, or that the proposed work is authorized by the owner of record and that 
I have been authorized by the owner to make this application as his authorized agent and I agree to conform to all applicable laws of this 
jurisdiction.  In addition, if a permit for work described in the application is issued, I certify that the code official's authorized representative 
shall have the authority to enter all areas covered by such permit at any reasonable hour to enforce  the provision of the code(s) applicable 
to such permit.

CERTIFICATION



Permit Type:

Business Name:

Lessee/Buyer's Name

PhoneContractor Name:

Phone:

Owner Address: Phone:Owner Name:Location of Construction:

17 CHESTNUT ST BOODILLY LLC 158 WOODVILLE RD  

Dons Electric
Contractor Address:

767 Main Street Monmouth 2079334500

Fire Alarm System
 Zone:

Zoning Status: ApprovedDept: Marge SchmuckalReviewer: 06/11/2009Approval Date:
Note: Ok to Issue:

Building Status: Approved with ConditionsDept: Chris HansonReviewer: 06/23/2009Approval Date:
Note: Ok to Issue:

Fire Alarm systems shall be installed per Sec. 907 of the IBC 20031)

Equipment must be installed in compliance per the manufacturer's specifications2)

All penetratios through rated assemblies must be protected by an approved firestop system installed in accordance with ASTM 814 
or UL 1479, per IBC 2003 Section 712.

3)

ANY exterior work requires separate review and approval thru Historic Preservation4)

After the fact permit.
Fire Status: Approved with ConditionsDept: Ben Wallace Jr.Reviewer: 05/16/2009Approval Date:

Note: Ok to Issue:

Alarm monitoring and service companys and contact information shall be identified at the annunciator1)

All fire alarm records required by NFPA 72 should be stored in an approved cabinet located at the FACP and keyed alike, labeled 
"FIRE ALARM RECORDS".

2)

Smoke detection is not appropriate for bathrooms and kitchens.3)

Installation of a Fire Alarm system requires a Knox Box to be installed per city crdinance4)

Fire alarm shall be monitored by approved central station facility for supervisory and trouble signals.5)

Duct Smoke Detectors shall be treated as supervisory signals.
Sprinkler waterflow and hood extinguishing system shall activate evacuation signal.
Sprinkler system shall be supervised.

6)

Fire Alarm system shall be maintained.
If system is to be off line over 4 hours a fire watch shall be in place.
Dispatch notification required 874-8576.

7)

Fire alarm system requires a Masterbox connection per city ordinance.
Masterbox design and installation shall be as approved by City Electrical Division.

8)

The fire alarm system shall comply with NFPA 72 and Fire Department Technical Standard.  A compliance letter is required.9)

SIGNATURE OF APPLICAN

RESPONSIBLE PERSON IN CHARGE OF WORK, TIT

ADDRESS DATE                                   PHO

DATE                                   PHO

I hereby certify that I am the owner of record of the named property, or that the proposed work is authorized by the owner of record and that 
I have been authorized by the owner to make this application as his authorized agent and I agree to conform to all applicable laws of this 
jurisdiction.  In addition, if a permit for work described in the application is issued, I certify that the code official's authorized representative 
shall have the authority to enter all areas covered by such permit at any reasonable hour to enforce  the provision of the code(s) applicable 
to such permit.

CERTIFICATION


