
Typical replacement masonry wall construction:
5/8" type 'X' gypsum board interior finish.
6 mil poly vapor retarder.
2 x 6 wood studs @ 16" o.c.
6" Kraft faced fiberglass batt insulation.
5/8" CDX plywood sheathing.
Tyvek infiltration barrier.
Nominal 4" brick veneer, with H-B #DW-10HS vertically
adjustable 14 Ga. stainless steel wire masonry anchors
@ 16" o.c. vertically and horizontally.
Weep holes at base @ 16" o.c.

Fabric flashing, and mortar net at base.

3 1/2"2"6 1/2"

12" concrete foundation wall, 
w/ #4 bars @ 16" o.c both ways;
keyed and doweled to 12" x 24" concrete footing
w/ 3 #4 bars at bottom, min. 4' below finish grade.

Replaced floor deck as necessary, 
to match existing joists;  with 3/4" T&G plywood subfloor.

Section Through New Stair Wall
(where gymasium removed)
Scale:  3/4" = 1'-0"

Scale:  
3/4" = 1'-0"
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