
2 1/2" STUD BRACE 32" O.C. TIE
TO SLAB ABOVE

5/8" GYPSUM BOARD FASCIA TO
6" ABOVE FINISHED CEILING

SCHEDULED CEILING SEE
REFLECTED CEILING PLAN FOR
SPECIFICATIONS & HEIGHTS

2 1/2" 25 GA. METAL STUD
FRAMING @ 16" O.C.

2 1/2" 25 GA. METAL CONTINOUS
STUD HEADER

CONTINUOUS METAL CORNER
BEAD

5/8" GYPSUM BOARD SOFFIT

AS NOTED

AS NOTED

6"

RETURN GYPSUM BOARD UP
6" ABOVE CEILING

2 1/2" 25 GA. METAL STUD
FRAMING @ 16" O.C.

SCHEDULED CEILING SEE
REFLECTED CEILING PLAN
FOR SPECIFICATIONS &
HEIGHTS

2 1/2" 25 GA. METAL
CONTINOUS STUD HEADER

AS NOTED

AS NOTED1"
6"

AS NOTED

AS
 N
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D

SCHEDULED CEILING SEE
REFLECTED CEILING PLAN
FOR SPECIFICATIONS &
HEIGHTS

2 1/2" 25 GAUGE METAL
CONTINOUS STUD HEADER

5/8" GYP BOARD

RETURN GYPSUM BOARD UP

2 1/2" 25 GAUGE METAL STUD
FRAMING @ 16" O.C.

AS NOTED

SCHEDULED LIGHT
FIXTURE. SEE
ELECTRICAL DWGS
FOR FULL EXTENT

SCHEDULED PARTITION

SCHEDULED
ACOUSTICAL
TILE CEILING

EXISTING SOFFIT

NEW APC

3"

WALL GRAZING
LIGHT FIXTURE.
SEE ELEC FOR
MORE INFO

2X2 BENT ALUMINUM ANGLE4"

FIRST FLOOR
75' - 1"

AE510
J8

TYP

D

PT13
METAL SURROUND WHERE
BEAM RUNS IN FRONT OF
STOREFRONT GLAZING

PT13

PT9 PT9

FIRST FLOOR SLAB

2 1/2" STUD TO RUN TO
RAMP SLAB ABOVE

(2) LAYERS
OF 5/8" GYP 6"

CORNER BEADS

2 1/2" STUD 2 1/2" STUD

STOREFRONT W/
SPANDREL PANEL

SEALANT BEAD

2 1/2" METAL
STUD

BEAM. SEE
STRUCTURAL
DWGS FOR
MORE INFO

BLOCK AND SHIM
AS NEEDED

SCHEDULED TEGULAR APC

9/16" GRID

SPECIFIED LIGHT FIXTURE.
SEE ELECTRICAL DWGS
FOR MORE INFO

ATTACHED TO STRUCTURE ABOVE

ATTACHED TO STRUCTURE ABOVE

KINETICS MUTA HANGER

COLD ROLLED CHANNEL

DRYWALL FURRING CHANNEL

(2) LAYERS 5/8" GYP
MODEL SRP 3/8"
PERIMETER ISOLATION
BY KINETICS

RESILIENT
ACOUSTICAL CAULK
BY KINETICS

SCHEDULED PARTITION

NOTE: PROVIDE GYP BOX OUT
FOR RECESSED LIGHTING
FIXTURES TO RETAIN
ACOUSTICAL INTEGRITY.

GYP CEILING

SPECIFIED LIGHT FIXTURE.
SEE ELECTRICAL DWGS
FOR MORE INFO

FEATHER AS REQUIRED
TO HIDE LIGHTING
FLANGES AND MAINTAIN
FLUSH INSTALL

GENERAL NOTES:

1. ALL WALL PARTITION TYPES ARE M4 UNLESS NOTED
OTHERWISE. SEE SHEET AE603 & AE604 FOR
PARTITION TYPES.

2. REFER TO GI002 SHEET FOR ALL ABBREVIATIONS
AND SYMBOLS.

3. REFER TO ALL DRAWINGS INCLUDING
ARCHITECTURAL, CIVIL, STRUCTURAL, MECHANICAL,
PLUMBING, AND ELECTRICAL DRAWINGS FOR
ADDITIONAL GENERAL NOTES, ABBREVIATIONS, AND
SYMBOLS

4. VERIFY ALL EQUIPMENT OPENINGS &
RECOMMENDATIONS. LOCATION AND SIZES SHOWN
ARE FOR INTENT PURPOSES ONLY. ADJUST ROUGH
OPENINGS AND LOCATIONS AS REQUIRED PER ACTUAL
EQUIPMENT.

5. G.C. TO PROVIDE & INSTALL ALL IN-WALL OR IN-
CEILING BLOCKING / BRACING AS REQUIRED FOR ALL
MILLWORK ITEMS, EQUIPMENT, SHELVING, AND
ACCESSORIES WHETHER ITEMS ARE BY G.C. OR
OTHERS COORDINATE WITH OWNER

6. G.C. SHALL BE RESPONSIBLE FOR LAYING OUT THE
SPACE PRIOR TO COMMENCING WORK AND SHALL
NOTIFY THE ARCHITECT AND OWNER OF ANY
DISCREPANCIES.

7. ALL CONCRETE MASONRY UNITS AND MORTAR TO
INCLUDE AN INTEGRAL WATER REPELLENT

8. ALL EXTERIOR DIMENSIONS ARE TO FACE STUD AND
/ OR FACE OF FOUNDATION AND MASONARY UNLESS
SPECIFICALLY NOTED OTHERWISE.

9. ALL INTERIOR DIMENSIONS SHOWN ARE TO FACE OF
FRAMING UNLESS SPECIFICALLY NOTED OTHERWISE

10. REFER TO SHEET GI003-005 FOR CODE
COMPLIANCE PLAN, CODE REFERENCE INFORMATION
AND FIRE RATED PARTITIONS AND SPACES. ALL
MECHANICAL, ELECTRICAL, SPRINKLER AND PLUMBING
PENETRATIONS THROUGH FIRE RATED CONSTRUCTION
SHALL BE SLEEVED, FIRE SAFED AND / OR HAVE FIRE
DAMPERS EQUIVALENT TO THE HOURLY FIRE RATING
OF THE CONSTRUCTION.

11. ALL DRAWINGS ARE OF EQUAL IMPORTANCE IN
DEFINING THE WORK OF THE CONTRACT DOCUMENTS.
CONTRACTORS SHALL REVIEW ALL DRAWINGS
BEFORE THE INSTALLATION OF THEIR WORK. SHOULD
THERE BE A DISCREPANCY WITHIN AND BETWEEN THE
DRAWINGS THAT WOULD CAUSE AN AWKWARD OR
IMPROPER INSTALLATION NOTIFY ARCHITECT FOR
CLARIFICATION PRIOR TO INSTALLATION OF SAID
WORK.  ANY WORK INSTALLED IN CONFLICT WITH THE
ARCHITECTURAL DRAWINGS, SHALL BE CORRECTED
BY CONTRACTOR AT THEIR EXPENSE AND AT NO
ADDITIONAL COST TO THE OWNER OR ARCHITECT.

12. DO NOT SCALE DRAWINGS, THE DRAWINGS ARE
NOT NECESSARILY TO SCALE - USE GIVEN
DIMENSIONS. CONTRACTOR SHALL VERIFY ALL
CONDITIONS AND DIMENSIONS AT THE JOB SITE PRIOR
TO THE START OF CONSTRUCTION. IF DISCREPANCIES
ARE FOUND, NOTIFY ARCHITECT FOR CLARIFICATION
BEFORE COMMENCING THE WORK.

13. DETAILS NOT SHOWN ARE SIMILAR IN CHARACTER
TO THOSE SHOWN. WHERE SPECIFIC DIMENSIONS,
DETAILS, OR DESIGN INTENT CANNOT BE DETERMINED
CONSULT ARCHITECT BEFORE PROCEEDING WITH THE
WORK.

14. ALL PITCHED FLOOR AREAS SHOWN WITH PITCH
LINES SHALL SLOPE AT 1/4" PER FOOT UNLESS
OTHERWISE NOTED, PROVIDE A SLAB DEPRESSION AT
ALL FLOOR DRAINS WHERE PITCH LINES ARE NOT
SHOWN ON PLAN.

15. FINISH FLOOR ELEVATIONS ARE TO TOP OF
CONCRETE, UNLESS OTHERWISE NOTED.

16. INSTALL ALL RECESSED CABINETS, PANELS, BOXES
LOCATED IN FIRE-RATED PARTITIONS TO MAINTAIN
THE FIRE-RATED CONSTRUCTION

17. REFER TO MECHANICAL AND ELECTRICAL
DRAWINGS AND MANUFACTURES TEMPLATE
DRAWINGS FOR ALL MECHANICAL AND ELECTRICAL
EQUIPMENT SUPPORTS, BOLT SETTING TEMPLATES,
ISOLATIONS, SPRING ISOLATION, ETC. NOT SHOWN ON
THE DRAWINGS

18. OWNER FURNISHED ITEMS THE G.C. SHALL
COORDINATE AND PROVIDE ELECTRICAL, PLUMBING,
AND MECHANICAL CONNECTIONS FOR ALL EQUIPMENT.

RETURN GYPSUM BOARD UP
6" ABOVE CEILING

2 1/2" 25 GA. METAL STUD
FRAMING @ 16" O.C.

SCHEDULED CEILING SEE
REFLECTED CEILING PLAN
FOR SPECIFICATIONS &
HEIGHTS

2 1/2" 25 GA. METAL
CONTINOUS STUD HEADER

AS NOTED

AS NOTED
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06 JUNE 2016ISSUED FOR CONSTRUCTION

 3" = 1'-0"
A8 SOFFIT AND FASCIA DETAIL

 3" = 1'-0"
A12 CEILING TRANSITION

 3" = 1'-0"
E8 DROP SOFFIT

 3" = 1'-0"
A1 RECESSED LIGHT @ WALL

 3" = 1'-0"
A4 WALL WASHING @ EXISTING SOFFIT

 1 1/2" = 1'-0"
E12 WINDOW SOFFIT CROSS SECTION

 3" = 1'-0"
E1 ACOUSTIC PANEL CEILING @ STOREFRONT

TRANSITION

 3" = 1'-0"
J1 RECESSED SPECIALTY LIGHTING @ APC

 1 1/2" = 1'-0" AE510

J8 TYPICAL SOUND ISOLATED GYP CEILING
 3" = 1'-0"

J4 RECESSED SPECIALTY LIGHTING @ GYP

 3" = 1'-0"
E4 CEILING TRANSITION
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