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DW

DW
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DW

DW
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OVEN

D
W

TRASH /
RECYCL.

GARAGE
GROUND

LEVEL
020

STOR.

LOBBY

UP

40 HAMPSHIRE42 HAMPSHIRE

100 FEDERAL

STAIR A

ELEV.

STAIR B

MAIL

SPRINKLER

STORAGE
UNITS

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 143'-3"/3 = 47'-9"
REMOTENESS PROVIDED: 79'-3"

DEAD END CORRIDOR
DISTANCE = 45'- 6"

FIRE ANNUCIATOR
PANEL

KNOX BOX

STANDPIPE ONLY IN
STAIR A

GARAGE
UPPER
LEVEL

120

LOCATION OF THE
MECHANICAL

CONDENSING UNITS

UP

40 HAMPSHIRE
42 HAMPSHIRE

100 FEDERAL

EMERGENCY
GENERATOR

ELEC. RM

STAIR B ELEV. STAIR A

FITNESS
ROOM

LOBBY

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 143'-3"/3 = 47'-9"
REMOTENESS PROVIDED: 48'-1"

WATER
HEATERS

1'-0"1'-0" 1'-0"1'-0"

UNIT
201

UNIT
202

UNIT
203

UNIT
204

UNIT
205

UNIT
206

GUEST
ROOM

211

STAIR AELEV.STAIR B

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 143'-3"/3 = 47'-9"
REMOTENESS PROVIDED: 48'-1"DEAD END CORRIDOR

DISTANCE = 16'-0"

WORST CASE UNIT
TRAVEL DISTANCE = 71'-1"

ONLY THE STRUCTURAL
FRAME NEEDS TO BE 2HRS
CARRIED DOWN FROM 2HR
EXTERIOR WALL ASSEMBLY

1'-0"1'-0"1'-0"1'-0"

UNIT
301

UNIT
302

UNIT
303

UNIT
304

UNIT
306

LOUNGE
311

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 143'-3"/3 = 47'-9"
REMOTENESS PROVIDED: 48'-1"DEAD END CORRIDOR

DISTANCE = 16'-0"

WORST CASE UNIT
TRAVEL DISTANCE = 71'-1"

STAIR AELEV.STAIR B

ONLY THE STRUCTURAL
FRAME NEEDS TO BE 2HRS
CARRIED DOWN FROM 2HR
EXTERIOR WALL ASSEMBLY

1'-0"1'-0"1'-0"1'-0"

UNIT
406

UNIT
403

UNIT
402

UNIT
404

UNIT
401

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 138'-0"/3 = 46'-0"
REMOTENESS PROVIDED: 48'-1"

WORST CASE UNIT
TRAVEL DISTANCE = 84'-4"

STAIR AELEV.STAIR B
1'-0"1'-0"1'-0"1'-0"

UNIT
501

UNIT
502

UNIT
506

UNIT
503

UNIT
504

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 134'-0"/3 = 44'-8"
REMOTENESS PROVIDED: 48'-1"

WORST CASE UNIT
TRAVEL DISTANCE = 84'-4"

STAIR AELEV.STAIR B

CORRIDOR

1'-0"1'-0" 1'-0"1'-0"

UNIT
602

UNIT
601

STAIR AELEV.STAIR B

CORRIDOR

EXIT ACCESS REMOTENESS
REQUIRED REMOTENESS: BLDG.
DIA./3 = 117'-0"/3 = 39'-0"
REMOTENESS PROVIDED: 48'-1"

WORST CASE UNIT
TRAVEL DISTANCE = 62'-0"

1'-0"1'-0" 1'-0"1'-0"

ROOFTOP
TERRACE

STAIR AELEV.STAIR B

1 HR PARTITION

2 HR PARTITION

EXIT ENTRANCE OR DISCHARGE

UNIT TRAVEL DISTANCE

EXIT LIGHT, SEE ELEC

EXIT LIGHT DISPLAY SURFACE

EXIT LIGHT INDICATOR DIRECTION

EXIT ACCESS REMOTENESS

DEAD END CORRIDOR DISTANCE

SEE ELECTRICAL DRAWINGS FOR EMERGENCY LIGHTING
FIRE ALARM & SMOKE DETECTOR LOCATIONS

LIFE SAFETY LEGEND

TRAVEL DISTANCE FROM MOST REMOTE
POINT TO EXIT DISCHARGE = 234'-6"

FIRE EXTINUISHER CABINET

3 HR PARTITION
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 1/16" = 1'-0"
0 BASEMENT - LIFE SAFETY

 1/16" = 1'-0"
1 1ST FLOOR - LIFE SAFETY

 1/16" = 1'-0"
2 2ND FLOOR - LIFE SAFETY

 1/16" = 1'-0"
3 3RD FLOOR - LIFE SAFETY

 1/16" = 1'-0"
4 4TH FLOOR - LIFE SAFETY

 1/16" = 1'-0"
5 5TH FLOOR - LIFE SAFETY

 1/16" = 1'-0"
6 6TH FLOOR - LIFE SAFETY

 1/16" = 1'-0"
8 ROOF DECK - LIFE SAFETY

 1/8" = 1'-0"
LIFE SAFETY LEGEND


