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MAINTAIN 2" MIN CLEARANCE. SEE DETAIL C/A002
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DOOR SCHEDULE

NO. SIZE TYPE HARDWARE FRAME REMARKS
BO1 2'-4"x3'-6" VERIFY SIZE INS. STEEL WOOD
101 2'-8"x6'-8" 6 PANEL INS. STEEL WITH 2 10" SIDELIGHTS STEEL WRAPAROUND | SIDELIGHTS TO BE TEMPERED GLASS
102 2'-8" x 6'-8" INS. STEEL HALF GLASS WOOD
103 2'-6" x 6'-8" 6 PANEL PINE
104 2'-6" x 6'-8" 6 PANEL PINE
105 2'-6" x 6'-8" 6 PANEL PINE
106 3'-0" x 6'-8" - PAIR PINE PANEL TYPE
107 2'-6" x 6'-8" 6 PANEL PINE
108 2'-6" x 6'-8" 6 PANEL PINE
109 6'-0" x 6'-8" PINE PANEL TYPE - BIFOLD
201 3'-0" x 6'-8" 6 PANEL STEEL - 1 HR. RATED STEEL WRAPAROUND
202 2'-6" x 6'-8" 6 PANEL PINE WOOD
203 2'-6" x 6'-8" 6 PANEL PINE
204 3'-0" x 6'-8" - PAIR PINE PANEL TYPE
205 2'-6" x 6'-8" 6 PANEL PINE
206 5'-0" x 6'-8" PINE PANEL TYPE - BI-FOLD
207 2'-6" x 6'-8" 6 PANEL PINE
208 2'-6" x 6'-8" 6 PANEL PINE
209 2'-6" x 6'-8" 6 PANEL PINE - POCKET
210 2'-6" x 6'-8" 6 PANEL PINE - POCKET
211 3'-0" x 6'-8" INS. STEEL HALF GLASS
301 3'-0" x 6'-8" 6 PANEL STEEL - 1 HR. RATED STEEL WRAPAROUND
302 2'-6" x 6'-8" 6 PANEL PINE WOOD
303 2'-6" x 6'-8" 6 PANEL PINE
304 2'-6" x 6'-8" 6 PANEL PINE
305 2'-6" x 6'-8" 6 PANEL PINE
306 2'-6" x 6'-8" 6 PANEL PINE
307 2'-6" x 6'-8" 6 PANEL PINE
308 5'-0" x 6'-8" PINE PANEL TYPE - BIFOLD
WINDOW SCHEDULE
LTR. SIZE TYPE GLAZING MANUFACTURER / STOCK NO.
A 2'-6"t x 1'-8"t VERIFY OPENING SIZE | BASEMENT INS. GLASS WITH GRILLES AS SHOWN ON ELEVATIONS
B 2'-8"t x 6'-0"t VERIFY OPENING SIZE |DOUBLE HUNG
C 1'-5"t x 6'-0"t VERIFY OPENING SIZE |DOUBLE HUNG
D 2'-2"+ x 4'-0"t VERIFY OPENING SIZE |DOUBLE HUNG
E 1'-5"t x 3'-0"t VERIFY OPENING SIZE [DOUBLE HUNG
F 2'-2"+ x 3'-0"t VERIFY OPENING SIZE [DOUBLE HUNG
G PAIR 2'-8"x3'-4" DOUBLE HUNG
H 2'-0"t x 3'-0"t VERIFY SIZE SKYLIGHT
]
IS® NOTE: " souno
S APPLY A BEAD OF ACOUSTICAL INSULATION
= SEALANT AROUND PARTITION
 FIBERGLASS PERIMETER FOR SOUND CONTROL. 5/8" GYP. BOARD
SOUND ( TYPE "X"
INSULATION
. 5/8" GYP. BOARD
\I N\—2x4 FRAMING @
16" O.C.
N\—2x4 FRAMING @
16" O.C.

NON RATED WALL ...

1 HR. RATED WOOD WALL

FIRETEST: DESIGN U305 STC RATING: 56

Gy ( RATED WALL

1" = 10"

EXISTING WOOD JOIST

FINISH FLOOR OVER ACOUSTIC UNDERLAYMENT
(REGUPOL, 10 MM), 3" CDX UNDERLAYMENT

\Imx_m.:ZO WOOD SUBFLOOR

7 v 3

' 2 |
A ) ] | ] ] | ] 1]

VA VA N\ A4

/l_w-wo FIBERGLASS INSULATION

2" GYP. BOARD OVER RESILIENT
CHANNELS @ 24" O.C. OVER
EXISTING WOOD JOIST.

FIRETEST: DESIGNL514 STC RATING : 50-54

[ c
\2002/

1" = 10"

o
=) (_ FLOOR/CEILING

“.‘“.................................................”

RO OO

»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»»
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o
X

W
X

SIS,
%

P A AR AR
W TN

EXISTING OI__<_Zm<|/

L

KK 2" MIN. CLEAR
FOR NEW FRAMING

\lZm<< #' GYP. BOARD

|/ —DRAFT STOP FLASHING AT AREAS OF
| NEW FRAMING WITH 2" CLEARANCE

W
KXX
:

NEW §' GYP. BOARD

/_ﬁw FIBERGLASS INS.
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FLOOR SYSTEM
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INSULATION IN EXISTING

/ EXISTING BRICK

/ NEW %" GYP. BOARD
OVER RESILIENT
CHANNELS, EXISTING
FRAMING

86"
9

NEW R30 FIBERGLASS
INSULATION IN EXISTING
FLOOR SYSTEM

NEW R-30 FIBERGLASS INSULATION
IN EXISTING FLOOR SYSTEM
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5/8" GYP. BOARD
i TYPE "X"

/[Nx# FRAMING @
16" O.C.
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FIRETEST: DESIGN U305 STC RATING: 56

( RATED WALL

)

NOTE:

TRAVEL DISTANCE FROM MOST
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NOTE:

BUILDING TO BE FULLY SPRINKLED
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CB

X

POWER SYMBOLS

X

BD

_H_._Noo\u

CIRCUIT BREAKER

GROUND CONNECTION

HOME RUN TO PANEL
(CKT. NO. AS SHOWN)

TRANSFORMER

CURRENT TRANSFORMER

POTENTIAL TRANSFORMER

20 AMPERE, 120 VOLT DUPLEX
RECEPTACLE, +18” AFF

20 AMPERE, 120 VOLT DUPLEX ISOLATED
GROUND RECEPTACLE, +18” AFF

20 AMPERE, 120 VOLT DUPLEX
SWITCHED RECEPTACLE, +18" AFF

20 AMPERE, 120 VOLT SINGLE
RECEPTACLE

20 AMPERE, 120 VOLT DUPLEX
GFCI RECEPTACLE, +18” AFF

OTHER POWER RECEPTACLE
NEMA DESIGNATION AS NOTED

MOTOR

JUNCTION BOX

TRANSFORMER

CIRCUIT BREAKER
SIZED AS NOTED

PANELBOARD
NORMAL POWER

PANELBOARD
EMERGENCY POWER

BUS DUCT
AMPERE RATING AS NOTED

BUS DUCT 20A FUSE ASSEMBLY
W/ 10" DROP CORD &
NEMA 5-20 QUAD RECEPTACLE

BUS DUCT 20A FUSE ASSEMBLY
W/ 10" DROP CORD & 2— OR
3—POLE TWIST LOCK RECEPTACLE AS SHOWN

UNFUSED SAFETY SWITCH,
RATING AS NOTED

_ L POLES
AMPERES

FUSED SAFETY SWITCH,
RATING AS NOTED

_ — POLES
AMPERES

MAGNETIC MOTOR STARTER,
RATING AS NOTED

MANUAL TOGGLE OPERATED
MOTOR STARTER

ELECTRIC ACTUATED VALVE

MOTOR CONTACTOR

CONTACT NORMALLY OPEN

CONTACT NORMALLY CLOSED

SELECTOR SWITCH

TEMPERATURE SWITCH

PILOT LIGHT

EMERGENCY POWER OFF PUSHBUTTON
WIRED TO SHUNT TRIP ON MAIN BREAKER

GROUND ROD

LIGHTING SYMBOLS

A FLUORESCENT LIGHT FIXTURE

FLUORESCENT LIGHT FIXTURE
W/ EMERGENCY BATTERY
x  BALLAST ON UNSWITCHED CIRCUIT

FLUORESCENT LIGHT FIXTURE

Y ON UNSWITCHED NIGHT LIGHT
k x  CIRCUIT

FLUORESCENT WALL

X MOUNTED FIXTURE

FLUORESCENT STRIP FIXTURE

o)
3

CIx EXTERIOR H.l.D. WALL—PACK

@) ROUND RECESSED CEILING
X MOUNTED FIXTURE

(e} PENDANT MOUNTED FIXTURE

WALL MOUNTED INCANDESCENT
X LIGHTING FIXTURE

« WALL SCONCE

[HCix TRACK LIGHTING FIXTURE
(TRACK MOUNTED FIXTURE TYPE MAY VARY)

EMERGENCY LED EXIT SIGN

WITH DUAL LAMPS HEADS
BATTERY AND CHARGER

EMERGENCY LIGHTING FIXTURE
WITH DUAL LAMPS HEADS
BATTERY AND CHARGER

X
COMBINATION EMERGENCY
A_m_v EXIT SIGN & LIGHTING FIXTURE

v REMOTE EMERGENCY
LIGHTING LAMP HEAD

S P q LIGHT SWITCH

_ L DENOTES FIXTURE SWITCHED
P = PILOT LIGHT (WHERE NOTED)
3 = 3-WAY (WHERE NOTED)

4 = 4-WAY (WHERE NOTED)

0 ULTRASONIC/INFRARED
OCCUPANCY SENSOR

FIRE ALARM SYMBOLS

[E] PULL STATION

FIRE ALARM AUDIBLE/VISIBLE
NOTIFICATION APPLIANCE (GENERAL EVACUATION)

W™ STROBE UNIT XX= CANDELA

SMOKE DETECTOR

?@

FIXED TEMP HEAT DETECTOR 200F

&

FIXED TEMP HEAT DETECTOR 135F

FIRE ALARM CONTROL PANEL

Ee=1 @ O

ANNUNCIATOR

MASTER BOX

DIGITAL COMMUNICATOR

DUCT SMOKE DETECTOR

REMOTE TEST STATION
SPRINKLER TAMPER SWITCH
SPRINKLER FLOW SWITCH

SPRINKLER PRESSURE SWITCH
MONITOR MODULE

CONTROL MODULE
NON—SYSTEM SMOKE DETECTOR
EXTERIOR STROBE, R=RED

EXTERIOR STROBE, G=GREEN
RED MASTER BOX LIGHT

KNOX BOX, FBO

XT_ | HOOD EXT SYSTEM

DOOR HOLDER

S HBEoP29BE BEEEEE ¢ = =

SYSTEMS SYMBOLS

VW  TELEPHONE SYSTEM WALL JACK

W  COMBINATION VOICE/DATA SYSTEM OUTLET
[CATV| CABLE TELEVISION JACK

INT] INTERCOM MASTER STATION

GENERAL LIST AND ALL
SYMBOLS MAY NOT BE
USED ON THESE PLANS

NOTE: THIS IS A

GENERAL NOTES

N

. ALL WORK SHALL BE IN COMPLIANCE WITH NFPA-70, NATIONAL ELECTRICAL CODE.

2. ALL MOTOR SAFETY SWITCHES, DISCONNECTS AND MOTOR STARTERS ARE FURNISHED BY DIVISION 16000 UNLESS NOTED
AS FURNISHED WITH EQUIPMENT (FWE).

o

SWITCHES 48 INCHES AFF.

UNLESS OTHERWISE NOTED, CONVENIENCE RECEPTACLES SHALL BE MOUNTED 18 INCHES AFF AND LIGHTING TOGGLE

4, ALL PENETRATIONS THROUGH FLOORS, RATED WALLS AND PARTITIONS SHALL BE SEALED WITH A UL APPROVED FIRE

SEALANT METERIAL TO MAINTAIN THE RATING OF THE SEPARATION.

5. LIGHTING TOGGLE SWITCHES SHALL BE SPECIFICATION GRADE, 120 VOLT, SIDE WIRED AS MANUFACTURED BY LEVITON,
PASS & SEYMOUR, OR APPROVED EQUAL.

6. CONVENIENCE RECEPTACLES SHALL BE SPECIFICATION GRADE, GROUNDING TYPE, NEMA 5-20R, SIDE WIRED, AS
MANUFACTURED BY LEVITON, PASS & SEYMOUR, OR APPROVED EQUAL.

7. UNLESS OTHERWISE NOTED ALL HOMERUNS FOR 15 OR 20A CIRCUITS SHALL BE 2#12AWG & #12 GND. HOMERUNS FED
FROM 20A, 1P CIRCUITS IN EXCESS OF 100 FEET SHALL BE #10AWG. ALL WIRING SHALL BE COPPER.

8. CONDUIT SYSTEMS: EXPOSED INTERIOR CONDUITS SHALL BE EMT, 3/4” MINIMUM. PROPERLY SUPPORTED MC CABLE
ASSEMBLIES MAY BE USED ABOVE CEILINGS AND IN WALLS. FLEXIBLE LIQUIDTIGHT CONDUIT WHIPS SHALL BE USED FOR
CONNECTION TO VIBRATING EQUIPMENT IN THE MECHANICAL ROOM. UNDERGROUND CONDUITS SHALL BE DIRECT BURIED

SCHEDULE 80 PVC WITH GALVANIZED STEEL SWEEPS.

ABB

C
FF
FG
AIC
AL
ASYM
ATS
AUX
AWG

A
A
A
A

FC
FDR
FLUOR
FS
FVNR
FVR
GEN
GF

GFl
GND

H

HOA
HP
HPS
HV

HZ

IG

IMC
INCAND
JB
KCMIL
KV
KVA
KW
KWH
LPS
LTG
LSW

REVIATIONS

AMPERE
ALTERNATING CURRENT
ABOVE FINISHED FLOOR
ABOVE FINISHED GRADE
AMPERES INTERRUPTING CAPACITY
ALUMINUM

ASYMMETRICAL

AUTOMATIC TRANSFER SWITCH
AUXILIARY

AMERICAN WIRE GAUGE
BREAKER

CONDUIT

CABINET

CIRCUIT BREAKER

CIRCUIT

CURRENT TRANSFORMER
COPPER

DIRECT CURRENT
DISCONNECT

EQUIPMENT GROUND
ELECTRICALLY HELD
EMERGENCY

ELECTRICAL METALLIC TUBING
ELECTRICALLY OPERATED
ETHYLENE PROPYLENE RUBBER
EQUIPMENT

EXTERIOR

FIRE ALARM

FOOT—CANDLE

FEEDER

FLUORESCENT

FLOW SWITCH (FA SYSTEM)
FULL VOLTAGE NON REVERSING
FULL VOLTAGE REVERSING
GENERATOR

GROUND FAULT

GROUND FAULT CIRCUIT INTERRUPTER
GROUND

HAND HOLE
HAND—OFF—AUTOMATIC
HORSE POWER

HIGH PRESSURE SODIUM
HIGH VOLTAGE

HERTZ

ISOLATED GROUND
INTERMEDIATE METAL CONDUIT
INCANDESCENT

JUNCTION BOX

THOUSAND CIRCULAR MILS
KILOVOLT

KILO VOLT—AMPERE
KILOWATT

KILOWATT HOUR

LOW PRESSURE SODIUM
LIGHTING

LIGHT SWITCH

LV
MCB
MCC
MCP
MH
EMH
MLO
MO
MOD
MTS
MV
MVA
NC
NO
OH
oL
OO0A
OSY

PB
PF
PH
PNL
PRI
PT
PVC
RGSC
RVSS
RSC
RVAT

SEC
SHLD
SW
SWBD
SYM

TR
TBD
D
TDR
TEL
™

uG
ut

VA
VFD

WH
WP
XFMR
XLP
XP

LOW VOLTAGE

MAIN CIRCUIT BREAKER
MOTOR CONTROL CENTER
MOTOR CIRCUIT PROTECTION
METAL HALIDE

ELECTRICAL MANHOLE

MAIN LUGS ONLY
MECHANICALLY OPERATED
MOTOR OPERATED DAMPER
MANUAL TRANSFER SWITCH
MERCURY VAPOR
MEGAVOLT—-AMPERE
NORMALLY CLOSED
NORMALLY OPENED
OVERHEAD

OVER LOAD
ON—OFF—AUTOMATIC
OUTSIDE STEM & YOKE VALVE (FA SYSTEM)
POLE

PUSH BUTTON

POWER FACTOR

PHASE

PANEL

PRIMARY

POTENTIAL TRANSFORMER
POLYVINYL CHLORIDE

RIGID GALVANIZED STEEL CONDUIT
REDUCED VOLTAGE SOLID STATE
RIGID STEEL CONDUIT
REDUCED VOLTAGE AUTO TRANSFORMER
SIGNAL

SECONDARY

SHIELDED CABLE

SWITCH

SWITCHBOARD

SYMMETRICAL

TELEPHONE

TRANSFORMER

TO BE DETERMINED
TELEDIALER
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kva LOAD | m y m - KVA LOAD
DIRECTORY A B & $ m $ & A 8 | DIRECTORY
STAIR/CORRIDOR LIGHTS 05 1 20 A 20 | 2 | o2 FACP
BASEMENT LIGHTS 07 | 3 20 B 20 | 4 « | sPARE
COMMON AREA RECEPS 0.8 5 20 A 20 | s * SPARE
SPARE * 7 20 B 20 | 8 « | sPARE
SPARE x 9 20 A 20 | 10 | = SPARE
SPARE x 11 | 20 B 20 | 12 « | SPARE
SPARE * 13 | 20 A 20 | 14 | * SPARE
SPARE * 15 | 20 B 20 | 16 « | sPARE
SPARE * 17 | 20 A 20 | 18 | * SPARE
SPARE * 19 | 20 B 20 | 20 « | sPARE
SPARE * 21 | 20 A 20 | 22 | = SPARE
SPARE * 23 | 20 B 20 | 24 « | sPARE
SPARE * 25 | 20 B 20 | 26 | = SPARE
SPARE * 27 | 20 A 20 | 28 « | SPARE
SPARE * 29 | 20 B 20 | 30 | = SPARE
SUBTOTAL 1.3 | 07 02 | * | susToTAL
VOLTAGE: 120/240V  PHASE: 1  POLES: 3 TOTAL KVA A—PHASE 1.5 L oANEL
MAIN BREAKER: 100A BUS AMPS: 100A TOTAL KVA B—PHASE 0.7 HP
MOUNTING:  SURFACE TOTAL KVA 2.2
LOCATION BASEMENT
SHORT CIRCUIT RATING: *KAIC
NOTES:  *
w (%]
KvA LOAD | w y w - KVA LOAD
DIRECTORY A B & $ m $ & A 5 | DIRECTORY
LVING RECEPTS 1.1 1 20 A 20 | 2 | 12 LIGHTS
BEDROOM RECEPS 11 | 3 20 B 4 « | RANGE
KITCHEN CIRCUIT #1 1.5 5 20 A ™ x
KITCHEN CIRCUIT #2 15 | 7 20 B 20 | 8 « | sPARE
BATHROOM 1.0 9 20 A 20 | 10 | * SPARE
LAUNDRY CIRCUIT (WASHER) * 11 | 20 B 20 | 12 « | sPARE
DRYER x 13 A 20 | 14 | = SPARE
x s ] B 20 | 16 « | SPARE
SPARE * 17 | 20 A 20 | 18 | * SPARE
SPARE * 19 | 20 B 20 | 20 « | sPARE
SPARE * 21 | 20 A 20 | 22 | = SPARE
SPARE * 23 | 20 B 20 | 24 « | sPARE
SPARE * 25 | 20 B 20 | 26 | = SPARE
SPARE * 27 | 20 A 20 | 28 « | SPARE
SPARE * 29 | 20 B 20 | 30 | = SPARE
SUBTOTAL 36 | 26 1.2 | * | susTotaL
VOLTAGE: 120/240V  PHASE: 1  POLES: 3 TOTAL KVA A—PHASE 48 L oANEL
MAIN BREAKER: 100A BUS AMPS: 100A TOTAL KVA B—PHASE 2.6 PP1
MOUNTING:  RECESSED TOTAL KVA 7.4 ONIT
LOCATION

SHORT CIRCUIT RATING: *KAIC

NOTES: *

[7e] [7p]
KVA LOAD w w KVA LOAD
S & =
[h's [1'4
DIRECTORY A B m X I 2 m A B DIRECTORY
MASTER BED & HALL RECEPS | 1.1 1 20 A 20 2 1.0 ENTRY & KITCHEN LIGHTS
LIVING & GUEST RM RECEPS 1.1 3 20 B 20 4 0.5 | BEDROOM LIGHTS
KITCHEN CIRCUIT #1 1.5 5 20 A 6 * RANGE
TBD
KITCHEN CIRCUIT #2 1.5 7 20 B 8 *
BATHROOM 1.0 9 20 A 20 10 * SPARE
LAUNDRY CIRCUIT (WASHER) * 1 20 B 20 12 * | sPARE
DRYER * 13 A 20 14 * SPARE
TBD
* 15 B 20 16 * | SPARE
SPARE * 17 20 A 20 18 * SPARE
SPARE * 19 20 B 20 20 * | spArE
SPARE * 21 20 A 20 22 * SPARE
SPARE * 23 20 B 20 24 * | spare
SPARE * 25 20 B 20 26 * SPARE
SPARE * 27 20 A 20 28 * | sPARE
SPARE * 29 20 B 20 30 * SPARE
SUBTOTAL 3.6 | 2.6 1.0 | 0.5 | SUBTOTAL
VOLTAGE: 120/240V  PHASE: 1  POLES: 3 TOTAL KVA A—PHASE 4.6
PANEL PANEL
MAIN BREAKER: 100A BUS AMPS: 100A TOTAL KVA B—PHASE 3.1 PP2
MOUNTING:  RECESSED TOTAL KVA 7.7 UNIT
LOCATION
SHORT CIRCUIT RATING: *KAIC 2
NOTES:  *
4 L
KVA LOAD S S KVA LOAD
= < M < £
o o
DIRECTORY A B & X T 2 & A B DIRECTORY
LIVING & LAUNDRY RECEPS 1.1 1 20 A 20 2 1.2 LIGHTS
BEDROOM RECEPS 1.1 3 20 B 4 * | RANGE
TBD
KITCHEN CIRCUIT #1 1.5 5 20 A 6 *
KITCHEN CIRCUIT #2 15 7 20 B 20 8 * | SPARE
BATHROOM 1.0 9 20 A 20 10 * SPARE
LAUNDRY CIRCUIT (WASHER) * 1 20 B 20 12 * | SPARE
DRYER * 13 A 20 14 * SPARE
TBD
* 15 B 20 16 * | SPARE
SPARE * 17 20 A 20 18 * SPARE
SPARE * 19 20 B 20 20 * | spARE
SPARE * 21 20 A 20 22 * SPARE
SPARE * 23 20 B 20 24 * | spArE
SPARE * 25 20 B 20 26 * SPARE
SPARE * 27 20 A 20 28 * | sPARE
SPARE * 29 20 B 20 30 * SPARE
SUBTOTAL 36 | 26 1.2 * | sSuBTOTAL
VOLTAGE: 120/240V  PHASE: 1  POLES: 3 TOTAL KVA A—PHASE 4.8
PANEL PANEL
MAIN BREAKER: 100A BUS AMPS: 100A TOTAL KVA B—PHASE 2.6 PP3
MOUNTING:  RECESSED TOTAL KVA 7.4 ONIT
LOCATION
SHORT CIRCUIT RATING: *KAIC 3

1

NOTES: *
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LIGHT FIXTURE SCHEDULE

TYPE DESCRIPTION zWﬂ{Mmmmcmmm\ LAMPS | MOUNTING NOTES
A 16—1/2” ROUND BRUSHED NICKEL CLOSE TO VOLUME (3) — 100W CEILING
CEILING FIXTURE V7243—33 INC SURFACE
120V
16—1/2" ROUND BRUSHED NICKEL PENDANT VOLUME (3) — 100W CEILING
B FIXTURE V7263-33 INC PENDANT
120V
c 18" BRUSHED NICKEL BATHROOM VANITY VOLUME (3) — 100W WALL
FIXTURE V1123—-33 G-25 SURFACE
120V
11" ROUND BRUSHED NICKEL CLOSE TO VOLUME (3) — 60W CEILING
D CEILING FIXTURE V7534—33 INC SURFACE
120V
e 11” ROUND COMPACT FLOURESCENT FIXTURE VOLUME (2) — 13W CEILING
V6213—6 CFL SURFACE
120V
13” ROUND BRUSHED NICKEL CLOSE TO VOLUME (2) — 75W CEILING
G CEILING FIXTURE V7612—33 INC SURFACE
120V
27" FLOURESCENT FIXTURE WITH WHITE VOLUME (2) — 17W WALL
H ACRYLIC DIFFUSER V617—6 T8 SURFACE
120V
50" FLOURESCENT CORRIDOR FIXTURE W/ LAMAR (2) — 32w WALL
J EMERGENCY BATTERY BACKUP QRWOS—2-32—E8—1—EM 8 SURFACE
120V
‘ 9” CEILING MOUNTED OUTDOOR FIXTURE VOLUME (2) — 60W CEILING
V7232-22 INC SURFACE
120V
4’ FLOURESCENT STRIP FIXTURE (2) — 60W CEILING
L LIGHTOLIER INC SURFACE
120V
MODEL #:
DIE CAST LED EXIT SIGN
- LIGHTOLIER LED UNIVERSAL | LDSAURA
> SW4S232HPF120S0
THERMOPLASTIC EMERGENCY LIGHT/EXIT SIGN
COMBINATION WITH 12W REMOTE CAPACITY LIGHTOLIER LED WALL
LLC2URW—12R SURFACE
WATERPROOF REMOTE EMERGENCY HEAD
LIGHTOLIER WALL
A MG 1WP /IH86 8W HALOGEN | gyrracE

LIGHT FIXTURE SCHEDULE

1

SCALE: N.T.S.

NOTES:

1. SEE SHEET EO.0 FOR LEGEND, ABBREVIATIONS
AND GENERAL NOTES.

2. FURNISH GROUNDING GRID CONSISTING OF A
MINIMUM OF TWO 8 COPPER GROUND RODS
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ELECTRICAL ONE-LINE
DIAGARM & LIGHTING

SCHEDULE

@G @a @G @a PLACED A MINIMUM OF 10’ APART. THESE
POINTS SHALL BE CONNECTED WITH wf\o AWG
_|_ _|_ _|_ _|_ COPPER GROUNDING CONDUCTOR TO FORM THE
GROUNDING ELECTRODE SYSTEM. WATER SERVICE
BASMERT Mq an_.o w__u.o AND ALL OTHER SYSTEMS AS REQUIRED BY THE
’ ' ’ NEC SHALL BE BONDED TO THIS GROUNDING
ELECTRODE SYSTEM.
£ - £ -
FIRE ALARM BASEMENT MAIN 2ND 3RD
CONTROL ENT. FL. FL.
PANEL
FACP .
(FACP) KEYED NOTES:
S S S S S
BATTERY N X &/ &
BACKUP _ |
SYSTEM BASEMENT 1ST 2ND 3RD
FL. FL. FL. AMV u%m><<o & %@ GND, AIA\A,,O
KB
MB
— HP-2
N SCALE:N.T.S.
CMP POLEMOUNTED
TRANSFORMER
RISER ON POLE
N
*
METERING EQUIPMENT
400A, 3—PHASE, 4—WIRE, 10 KAIC
f f
T | |
f f
f f
||| KWH KWH KWH KWH
#1/0AWG BARE CU | %o.» dwwo». dnwo». wwo.» |
GND. SEE NOTE 2. | |
@, @, @, @,
PP1 PP2 PP3 HP
120/240V 120/240V 120/240V 120/240V
100A 100A 100A 100A
MCB MCB MCB MCB
UNIT #1 UNIT #2 UNIT #3 HOUSE _U_NOQ_Nmmm PRINT

3

ELECTRICAL ONE-LINE DIAGRAM

SCALE: N.T.S.

NOT FOR
CONTSTRUCTION

No.

Revision/Issue

Date

Design by:

Drawn by:

Checked by:

TDM TDM

Approved by:

TAB TDM

Project:

07040

Date:

SEPTEMBER 17, 2007

Sheet Num ber:

E4.




	A001
	A002
	A003
	LS01
	07040 E0.0
	07040 E1.0
	07040 E2.0
	07040 E3.0
	07040 E4.0

