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POD-HYD00276 (WS001387)
----------------------------------------
Date:  1991-08-15
Static PSI:  95
Residual PSI:  0
Test Flow (GPM):  1363
Flow Hydrant: POD-HYD00276
Flow at 20 PSI (GPM): 0

POD-HYD00289 (WS000306)
----------------------------------------
Date:  1992-08-14
Static PSI:  102
Residual PSI:  0
Test Flow (GPM):  1352
Flow Hydrant: POD-HYD00289
Flow at 20 PSI (GPM): 0

POD-HYD00469 (WS001059)
----------------------------------------
Date:  1986-06-10
Static PSI:  90
Residual PSI:  0
Test Flow (GPM):  0
Flow Hydrant: POD-HYD00469
Flow at 20 PSI (GPM): 0

POD-HYD00052 (WS000381)
----------------------------------------
Date:  2000-06-09
Static PSI:  102
Residual PSI:  96
Test Flow (GPM):  1162
Flow Hydrant: POD-HYD00051
Flow at 20 PSI (GPM): 4769
----------------------------------------
Date:  1992-08-14
Static PSI:  102
Residual PSI:  0
Test Flow (GPM):  1556
Flow Hydrant: POD-HYD00052
Flow at 20 PSI (GPM): 0

POD-HYD00277 (WS002983)
----------------------------------------
Date:  1991-08-15
Static PSI:  94
Residual PSI:  0
Test Flow (GPM):  1186
Flow Hydrant: POD-HYD00277
Flow at 20 PSI (GPM): 0

POD-HYD00053 (WS000991)
----------------------------------------
Date:  1991-08-01
Static PSI:  102
Residual PSI:  0
Test Flow (GPM):  1491
Flow Hydrant: POD-HYD00053
Flow at 20 PSI (GPM): 0

POD-HYD00131 (WS001272)
----------------------------------------
Date:  2012-11-07
Static PSI:  110
Residual PSI:  0
Test Flow (GPM):  375
Flow Hydrant: POD-HYD00131
Flow at 20 PSI (GPM): 0
----------------------------------------
Date:  2010-07-09
Static PSI:  108
Residual PSI:  0
Test Flow (GPM):  0
Flow Hydrant: POD-HYD00131
Flow at 20 PSI (GPM): 0
----------------------------------------
Date:  1991-08-01
Static PSI:  100
Residual PSI:  0
Test Flow (GPM):  290
Flow Hydrant: POD-HYD00131
Flow at 20 PSI (GPM): 0

POD-HYD00183 (WS000138)
----------------------------------------
Date:  1991-08-15
Static PSI:  99
Residual PSI:  0
Test Flow (GPM):  1135
Flow Hydrant: POD-HYD00183
Flow at 20 PSI (GPM): 0

POD-HYD00054 (WS001547)
----------------------------------------
Date:  1991-08-01
Static PSI:  102
Residual PSI:  0
Test Flow (GPM):  1453
Flow Hydrant: POD-HYD00054
Flow at 20 PSI (GPM): 0

POD-HYD00278 (WS000855)
----------------------------------------
Date:  1990-07-06
Static PSI:  52
Residual PSI:  0
Test Flow (GPM):  787
Flow Hydrant: POD-HYD00278
Flow at 20 PSI (GPM): 0

POD-HYD00051 (WS001487)
----------------------------------------
Date:  2010-07-09
Static PSI:  108
Residual PSI:  108
Test Flow (GPM):  0
Flow Hydrant: POD-HYD00131
Flow at 20 PSI (GPM): 0
----------------------------------------
Date:  2000-06-09
Static PSI:  101
Residual PSI:  0
Test Flow (GPM):  1162
Flow Hydrant: POD-HYD00051
Flow at 20 PSI (GPM): 0
----------------------------------------
Date:  1991-08-01
Static PSI:  101
Residual PSI:  0
Test Flow (GPM):  1209
Flow Hydrant: POD-HYD00051
Flow at 20 PSI (GPM): 0

POD-HYD01965 (WS001252)
----------------------------------------
No Test Data

POD-HYD00049 (WS000699)
----------------------------------------
Date:  1991-08-01
Static PSI:  103
Residual PSI:  0
Test Flow (GPM):  1198
Flow Hydrant: POD-HYD00049
Flow at 20 PSI (GPM): 0

POD-HYD00182 (WS000818)
----------------------------------------
Date:  1991-08-15
Static PSI:  100
Residual PSI:  0
Test Flow (GPM):  1500
Flow Hydrant: POD-HYD00182
Flow at 20 PSI (GPM): 0

POD-HYD00181 (WS000938)
----------------------------------------
Date:  1991-07-12
Static PSI:  89
Residual PSI:  0
Test Flow (GPM):  1150
Flow Hydrant: POD-HYD00181
Flow at 20 PSI (GPM): 0
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PORTLAND WATER DISTRICT
225 Douglass Street
Portland, ME  04104

Asset Management and Planning Dept.
111 Commercial Street

Portland

Hydrant Flow Testing Data This map depicts flow testing data for the selected hydrants from
PWD's asset management system. Note: a static pressure with a
zero residual pressureand a flow hydrant that is the same as the 

test hydrant depicts a single-hydrant static pressure-only test.
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