NOTE.:

1. SEE SHEET E—001 FOR LEGEND AND GENERAL NOTES.

2.  EXISTING LTG TO REMAIN. EXIT SIGNS AND \l ‘

EMERGENCY LIGHTING UNITS SHOWN FOR REFERENCE
) =) (©) £.S. BOULOS CO

3. ALL EXIT SIGNS SHOWN TO BE FED FROM HPG-24. ELECTRICAL CONTRACTORS
M 45 BRADLEY DRIVE

EXISTING STAIR LIGHTING TO REMAIN, MODIFY LOCATIONS IF WESTBROOK, ME 04092

REQUIRED FOR INSTALLATION OF NEW DOORS. TEL: (207) 464-3706 |\
FAX: (207) 464—-1833
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