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FIRST FLOOR LIGHTING PLAN - PHASE 1

1/8" = 1'-0"

A1

NOTE:

1. SEE SHEET E-001 FOR LEGEND AND GENERAL NOTES.

KEYED NOTE:

LOW VOLTAGE SWITCH CONNECTED TO LIGHTING

CONTROL SYSTEM - REFER TO DETAIL A9/E-501 FOR

ADDITIONAL WIRING INFORMATION.

OCCUPANCY SENSOR CONNECTED TO LIGHTING

CONTROL SYSTEM - REFER TO DETAIL A9/E-501 FOR

ADDITIONAL WIRING INFORMATION.
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