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NOTE:

1. SEE SHEET E-001 FOR LEGEND AND GENERAL NOTES.

KEYED NOTE:

1 RECEPTACLES SHALL BE INSTALLED BEHIND

CABINETS FOR COFFEE MAKER AND BEVERAGE

COUNTER.  COORDINATE INSTALLATION DETAIL WITH

ARCHITECTURAL DETAILS.

PROVIDE WIRING TO OUTDOOR CONDENSING UNIT

ACCU-2 - SEE EP101 FOR LOCATION - REFER TO

MANUFACTURER WIRING DIAGRAMS FOR ADDITIONAL

INFORMATION.

JUNCTION BOX LOCATED ABOVE ACCESSIBLE CEILING

FOR HVAC CONTROL POWER  - PROVIDE NEW 1P20

BREAKER IN EXISTING PANELBOARD MP2L SPACE TO

FEED CONTROL POWER LOCATION.
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