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General Notes

5. Hangers are to be U.L. Listed and F.M. Approved.

4. All Pipes and Hangers are to be Installed per NFPA #13.

3. High Temperature Heads are to be Field Located Where Required.

2. All Dimensions Shown are Center to Center.

1. All Pipe Locations are to be Field Measured Prior to Fabrication
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