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FUTURE PHASE

PROPOSED MIXED USE  BUILDING #3

F.F.E: 12.0

GROSS AREA: 5,175 SQ FT

FUTURE PHASE

PROPOSED MIXED USE BUILDING #2

F.F.E: 12.0

GROSS AREA: 4,855 SQ FT

PORCH

680 SF

STAIRS

PAVER WALK

PAVER WALK

6" SAN.

L= 36'

S= 0.0208 MIN.

4" SAN.

L= 4'

S= 0.0208 MIN.

4" DOMESTIC

SAN. SERVICE

INV. OUT= 5.0'

4"  SAN.

INV. OUT= 5.0'

4" SAN.

L= 4'

S= 0.0208 MIN.

4" SAN.

L= 16'

S= 0.0208 MIN.

SMH1

RIM= 10.4'

4" INV. IN=

4" INV. IN=

6" INV. OUT =

CORE TO ACCEPT 6" SAN.

CONNECTION TO EXISTING

48" SEWER PER CITY

REQUIREMENTS

6" FIRE ENTRY

2" DOMESTIC

WATER

12' WIDE BRICK

WALKWAY

EXISTING POLE  AND OVERHEAD LINE TO BE REMOVED

(BY OTHERS) RECONFIRMATION OF SERVICE TO BE

COORDINATED BETWEEN ELECTRICAL DESIGNER AND

CMP

DECK

STAIRS (SEE

BUILDING PLANS

FOR DETAILS)

DUMPSTER PEN

(OPTIONAL)

BRICK WALK

WOOD DECK

PHASE1

MATCH PROPOSED

BRICK WALK WITH

EXISTING BRICK

WALK

MATCH EXISTING

GRANITE

CURB

SMH#2

RIM=10.1

6" INV. IN= 4.96

6" INV. OUT= 4.86

4" INV. OUT= 4.96

4" SAN.

L= 35'

S= 0.0208 MIN.

6" SAN.

L= 3'

S= 0.0208 MIN.

1500 TO 2500 GAL. GREASE

TANK (FINAL SIZE TBD PRIOR

TO CONSTRUCTION)

4" SAN.

L= 40'

S= 0.0208 MIN.

EXISTING GAS SERVICE - REALIGN AS

NECESSARY FOR GAS SERVICE ENTRY

INTO FUTURE PHASE BUILDING

MAIN ENTRY

2' PAVEMENT GRIND

DERO BIKE HITCH

(TYP. OF 3)

DERO BIKE HITCH

(TYP. OF 2)

MATCH EXISTING BRICK WALK

1500 TO 2500 GAL. GREASE

TANK (FINAL SIZE TBD PRIOR

TO CONSTRUCTION)

LIMITS OF PAVEMENT RESTORATION WITHIN WIDGERY

WHARF LANE TO BE COORDINATED WITH OWNERS

(MAY INCLUDE A MINIMUM 1

1

4

" PAVEMENT OVERLAY

6" FIRE DEPT.

CONNECTION

ELEVATOR ENTRY

DERO BIKE

HITCH

(TYP. OF 3)

MATCH PROPOSED

BRICK WITH EXISTING

BRICK SIDEWALK (TYP.)

PROTECT EXISTING GUARDRAIL

EXISTING PARKING TO REMAIN

EXISTING PARKING TO REMAIN

RETAINING WALL (TYP.)

MODULAR BLOCK OR

CIP

W
W

MAIN ENTRANCE

SURFACE TREATMENT

BELOW PORCH AND DECK

(TBD)
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UGE/T/C

6" FIRE ENTRY

2" DOMESTIC

WATER

6" FIRE DEPT.

CONNECTION
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G

G
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G

STAIRS FOR

TRANSITIONING FROM

BRICK SIDEWALK TO

GRADE

6" x 6" SWIVEL TEE AND

VALVE ASSEMBLY

6" SAN.

L= 55'

S= 0.024
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RETAINING WALL (TYP.)

MODULAR BLOCK OR

CIP

SEWER EXIT

INV. OUT: 5.76'

KITCHEN

WASTE

INV. OUT: 6.0'

STAIRS

SMH#3

RIM=9.3±

6" INV. IN= 3.76 (FROM PHASE 1)

6" INV. IN= 3.76 (FROM FUTURE PHASE)

4" INV. OUT= 3.66

EXISTING PHASE 1

 BUILDING

Date: Scale:

48 Union Wharf   Portland, Maine 04101
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05.26.16 - PRELIMINARY PLAN
SUBMISSION TO CITY

LIC. #7429

STANTEC CONSULTING SERVICES INC.

482 PAYNE ROAD SCARBOROUGH COURT

SCARBOROUGH ME 04074-8929

WWW.STANTEC.COM
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