
PAINTED STEEL
PIT LADDER

L 3" x 6" x 5/16"
WELD TO RAIL & BOLT
TO BLOCK WALL W/
3/4" EXPANSION BOLT

1/4" x 6" STL. RAIL

FOUNDATION WALL
SEE STRUCTURAL
FOR REINFORCING

3/4" DIA. STL. RUNG

7"

1'-4"

10
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LINE OF FIRST
FLOOR LEVEL

CLEAR

1'-4"
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4"

4
1

ELEVATOR DOOR SEE
MANUF. SPECIFICATIONS

ELEVATOR SILL SEE
MANUF. SPECIFICATIONS

4x4x3/8 SILL SUPPORT
ANGLE BY G.C.

SILL LINE

2"

5"

1-1/2" STANDARD STEEL
PIPE HANDRAIL

STEEL WALL BRACKET

ANCHOR BOLT(S) AS REQUIRED

MAX.

6"

SOLID BLOCKING

1 1/2" DIA. MTL. PIPE RAIL
TOP VERT & HANDRAIL

PRE-FORMED TREAD PAN &
RISER  FILL W/ CONCRETE.

MC-12x STRINGER.

1/4" CLOSURE PLATES WELD
& GRIND SMOOTH.

BOLT STRINGER TO FLOOR

5/8" DIA. MTL. PICKETS
1'-0"

1 1/2" DIA. MTL. PIPE RAIL
TOP, VERT. & HANDRAIL

PRE-FORMED TREAD PAN &
RISER  FILL W/ CONCRETE.

MC-12x CHANNEL

STEEL CHANNEL

CONCRETE COMPOSITE SLAB

1 1/2" DIA. MTL. PIPE RAIL
TOP, BOTTOM & VERT. W/

PRE-FORMED TREAD PAN &
RISER  FILL W/ CONCRETE.

MC-12x STRINGER.

1/4" CLOSURE PLATES WELD
& GRIND SMOOTH.

3'
-0

"3'
-6

"

1 1/2"

STEEL CHANNEL

MC-12x STRINGER.

1 1/2" DIA. MTL. PIPE RAIL TOP,
BOTTOM & VERTICAL

STEEL CHANNEL

CONCRETE COMPOSITE SLAB

1 1/2"  MTL PIPE RAIL
VERTS  WELD @ EACH END
TO CHANNEL

3'
-6

"

3'
-0

"

(2) LAYERS GYP AT
INTERIOR OF SHAFT

1/2" RESILIENT CHANNEL

2'
-0

"

EXISTING CONCRETE
DECK

MINERAL WOOL BATT

(1) LAYER GYP

ANCHOR BOLTS AS NECESSARY.

STEEL WALL BRACKET

1-1/2" STANDARD PIPE HANDRAIL

2 1/4"

SOLID BLOCKING

FURRING CHANNEL

3'
-0

" A
.F

.F
.

NEW CMU WALL.
SEE STRUCTURAL

EXISTING CONCRETE
FOUNDATION WALL CUT

DOWN TO SIDEWALK

CAST-IN-PLACE
CONCRETE INFILL

NEW INSULATED STEEL
ROLLING DOOR

WIDE METAL THRESHOLD
MECHANICALLY FASTENED

& PAINTED
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0 6"3" 1'-0" 2'-0" 1" = 1'-0"
10 ELEVATOR PIT LADDER PLAN

0 6"3" 1'-0" 2'-0" 1" = 1'-0"
11 ELEVATOR PIT LADDER ELEVATION

0 6"3" 1'-0" 2'-0" 1" = 1'-0"
9 ELEVATOR DOOR AT CONCRETE

0 3" 6" 1'-0"1 1/2" 3" = 1'-0"
5 METAL HANDRAIL DETAIL - PLAN

0 1'-0" 2'-0" 4'-0"6" 3/4" = 1'-0"
1 STAIR DETAIL - B/O RUN TO DECK

0 1'-0" 2'-0" 4'-0"6" 3/4" = 1'-0"
2 STAIR DETAIL - T/O RUN TO LANDING

0 1'-0" 2'-0" 4'-0"6" 3/4" = 1'-0"
3 STAIR DETAIL - B/O RUN TO LANDING

0 1'-0" 2'-0" 4'-0"6" 3/4" = 1'-0"
4 STAIR DETAIL - T/O RUN TO DECK

0 6"3" 1'-0" 2'-0" 1" = 1'-0"
8 STAIR SHAFT WALL DETAIL

0 3" 6" 1'-0"1 1/2" 3" = 1'-0"
6 METAL HANDRAIL DETAIL - SECTION
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 1/2" = 1'-0"
7 SERVICE ELEVATOR THRESHOLD DETAIL


