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D

D
D

H

DC

D

H

D

C

D

BAR
400

OPEN KITCHEN
500

COMMUNAL DINING
800

UP

DRY
STORAGE

B10

5'-0" x 5'-0"
SUMP PIT

U
P

ELEV.
MACH.

RM
B01

ELEV. 1
PIT
B0C

CORRIDOR
B00

ELEV.
MACH.

RM
B02

SUMP
ROOM

B12

STAIR B
BOB

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

FREEZER
B10A

REFRIG.
TRASH
B10B

LAUNDRY
CHUTE
TERM.

B24

MECHANICAL
B21

UNFINISHED
B22A

STAIR A
B0A

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 183'-6"/3 = 61'-2"

PROVIDED REMOTENESS: 152'-8"

CHIMNEY

LAUNDRY
CHUTE

COMMON PATH OF TRAVEL
DISTANCE = 46'-10"

DEAD END CORRIDOR
DISTANCE = 20'-0"

REFRIG.
RECYC.
B10C

MEETING
ROOM

#1B
001B

BOARD
ROOM

010

MEETING
ROOM #2

005

STORAGE
014MAINT.

SHOP
008B

EMPLOYEE
BREAK
ROOM

023

S
TE

PS

DNUP
PREFUNCTION

/GALLERY
000

CORRIDOR
000B

PANTRY
021B

MAINT.
SHOP
008A

COATS
009

ELEC.
006

BOH
ACCESS

011

HALL
006

JAN.
028

STAIR B
00B

STAIR A
00A

ELEV.
VEST.
020

DN

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

TRANSFORMER
VAULT

(A-3)

FITNESS
026

WOMENS
025

MENS
024

ADMIN
022

LAUNDRY
021

ELEV. 3 -
PIT
00E

ELEV. 1
00C

ELEV. 2
00D

SERVICE
ELEV.
00F

WOMEN
004

MEN
003

STORAGE
013

WC
027

UP

SZ 1

SZ 3

SZ 2

SZ 3

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 210'-0"/3 = 70'-0"

PROVIDED REMOTENESS: 152'-0"

ELEC.
ROOM

007

CHIMNEY

LAUNDRY
CHUTE

EXISTING STAIR  UP TO FIRST
FLOOR PRESSURIZED

NEW PRESSURIZED 2-HR
RATED EGRESS STAIR FROM
SUB BASEMENT TO FIRST
FLOOR

COMMON PATH OF TRAVEL
DISTANCE = 50'-0"

DEAD END CORRIDOR DISTANCE
= 12'-8"

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
ROOM DIA./3 = 38'-6"/3 = 12'-10"

PROVIDED REMOTENESS: 13'-10" DEAD END CORRIDOR DISTANCE
= 19'-6"

EXISTING STAIR DOWN
TO LOWER LEVEL

EXISTING STAIR  UP TO SECOND
FLOOR ABOVE IN FIRE RATED
ENCLOSURE (7-1/2" x 10 1/2" x 40")
PRESSURIZED

EXISTING HISTORIC VESTIBULE
EGRESS TO CONGRESS STREET - FIRE
RATED WALLS AND FLOOR ASSEMBLY

RELOCATED STAIR TO
EXCHANGE STREET
(6-1/4" x 11-3/4" X 85")

EXISTING STAIR NOT TO BE
USED AS AN ELEMENT OF
THE MEANS OF EGRESS

EXISTING STAIR TO MARKET
STREET (6" x 12" x 90")

NEW PRESSURIZED STAIR
TO LOWER LEVEL

EXISTING HISTORIC STAIR
TO FEDERAL STREET
(7-1/4" x 12-1/2" x 83")
EXISTING HISTORIC STAIR
UP TO SECOND FLOOR
(7-3/4" x 11-1/4" x 38-1/2")
PRESSURIZED

UPDN

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

DN

DN

DN
UP

DN
SZ-4

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 200'-0"/3 = 66'-8"

PROVIDED REMOTENESS: 144'-6"

SZ-5

DN

CHIMNEY

LAUNDRY
CHUTE

OPEN
TO

BELOW

DROP DOWN
SMOKE CURTAIN

GM
OFFICE

114
OFFICE

112

SAFE
113

LUGGAGE
111

LOBBY
100

BAR
STORAGE

115

FEDERAL
ENTRY

122

WOMENS
102

MENS
101

FLEX
SPACE

103

CONGRESS
ENTRY

120

RESTAURANT
131

EXCHANGE
ENTRY

123

ELEV.
LOBBY

124

MARKET
ENTRY

121

ELEV. 1 ELEV. 2

ELEV. 3

EXISTING EGRESS STAIR
(7-1/2" x 10-1/2" x 40")

PRESSURIZED

EXISTING EGRESS STAIR
(7-1/2" x 11-3/4" x 38-1/2")

KING
217

KING
219

KING
221KING

223

JUNIOR
SUITE -

ADA
222

KING
220

KING
218

KING
216

KING
214

KING
212

KING
210

KING
208

KING
206

KING
204

KING
202

DOUBLE
DOUBLE

209

DOUBLE
DOUBLE

207
KING
205

KING  -
SINGLE

BEDROOM
201

KING
215

KING
211

STAIR A
20A

STAIR B
20B

EXISTING STAIR NOT TO BE
USED AS AN ELEMENT OF
THE MEANS OF EGRESS

NEW PRESSURIZED
2-HOUR RATED
EGRESS STAIR
FROM FLOOR 2 UP
TO FLOOR 7

CHIMNEY

LAUNDRY
CHUTE

CORRIDOR
200

COMMON PATH OF TRAVEL
DISTANCE = 66'-6"

UP

DN DN

UP

HOUSE
KEEPING

200-C

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

2-HR SHAFT2-HR SHAFT

2-HOUR RATED ENCLOSURE
AROUND EXISTING STAIR WELL

2-HOUR SMOKE EVACUATION SHAFT

ONE-HOUR RATED WALLS
TYPICAL ALL FLOORS

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 198'-9"/3 = 66'-3"

PROVIDED REMOTENESS: 141'-2 1/2"

ELEV. 2ELEV. 1

SZ-6

DEAD END CORRIDOR
DISTANCE = 24'-0"

JUNIOR
SUITE
322

KING
321

KING
320

KING
319

KING
318

KING
317

KING
316

KING
315

KING
314

KING
312

KING
311

DOUBLE
DOUBLE

- ADA
309

KING
310

DOUBLE
DOUBLE

307

KING
308

KING
305

KING
306

KING
303

KING
304

KING
302

KING
301

STAIR A
30A

STAIR B
30B

CORRIDOR
300

HOUSE
KEEPING

300-C

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

COMMON PATH OF TRAVEL
DISTANCE = 68'-0"

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 198'-9"/3 = 66'-3"

PROVIDED REMOTENESS: 133'-2"

EXISTING EGRESS STAIR
(7-1/2" x 10-3/4" x 41")

PRESSURIZED

EXISTING STAIR NOT TO BE
USED AS AN ELEMENT OF
THE MEANS OF EGRESS

NEW PRESSURIZED 2-
HOUR RATED EGRESS
STAIR
FROM FLOOR 2 UP TO
FLOOR 7

CHIMNEY

LAUNDRY
CHUTE

2-HR SHAFT2-HR SHAFT

2-HOUR RATED ENCLOSURE
AROUND EXISTING STAIR WELL

2-HOUR SMOKE EVACUATION SHAFT

ONE-HOUR RATED WALLS
TYPICAL ALL FLOORS

SZ-7

KING -
ADA
323

DEAD END CORRIDOR
DISTANCE = 36'-7"

KING
423

JUNIOR
SUITE
422

KING
421

KING
420

KING
419

KING
418

KING
417

KING
416

KING
415

KING
414

KING
411

KING
412

KING -
ADA
410

DOUBLE
DOUBLE

409

KING
408

KING
406

KING
404

KING
402

KING
401

KING
403

KING
405

DOUBLE
DOUBLE

407

STAIR A
40A

STAIR B
40B

EXCHANGE STREET

MARKET STREET

C
O

N
G

R
ES

S 
ST

R
EE

T

FE
DE

R
A

L 
ST

RE
ET

ELEV. 1 ELEV. 2

HOUSE
KEEPING

400-C

COMMON PATH OF TRAVEL
DISTANCE = 68'-0"

EXIT ACCESS REMOTENESS

REQUIRED REMOTENESS:
BLDG DIA./3 = 198'-9"/3 = 66'-3"

PROVIDED REMOTENESS: 133'-0"

EXISTING EGRESS STAIR
(7-1/2" x 10-3/4" x 41")

PRESSURIZED

EXISTING STAIR NOT TO BE
USED AS AN ELEMENT OF
THE MEANS OF EGRESS

NEW PRESSURIZED
2-HOUR RATED
EGRESS STAIR
FROM FLOOR 2 UP
TO FLOOR 7

CHIMNEY

LAUNDRY
CHUTE

2-HR SHAFT2-HR SHAFT

2-HOUR RATED ENCLOSURE
AROUND EXISTING STAIR WELL

2-HOUR SMOKE EVACUATION SHAFT

ONE-HOUR RATED WALLS
TYPICAL ALL FLOORS

SZ-8

DEAD END CORRIDOR
DISTANCE = 36'-7"
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 1/16" = 1'-0"
1 SUB-BASEMENT - LIFE SAFETY

 1/16" = 1'-0"
2 BASEMENT - LIFE SAFETY

 1/16" = 1'-0"
3 FIRST FLOOR - LIFE SAFETY

 1/16" = 1'-0"
4 SECOND FLOOR - LIFE SAFETY

 1/16" = 1'-0"
5 THIRD FLOOR - LIFE SAFETY

 1/16" = 1'-0"
6 FOURTH FLOOR - LIFE SAFETY
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