
EXISTING STEEL
COLUMN

EXISTING RATED
CONCRETE
ENCLOSURE

XX

XX

STEEL COLUMN EMBEDDED IN CONCRETE

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 1-1.5

COL3

GYPSUM FINISH

EXISTING STEEL
COLUMN

PATCH SPRAY
FIREPROOFING

XX

XX

EXISTING STEEL COLUMN  PARTIALLY PROTECTED WITH SPRAY
FIRE INSULATION

PATCH SPRAY INSULATION TO ACHIEVE RATING
2HR ENCLOSURE DESIGN  - UL - X527 OR APPOVED SIMILAR

COL2

EXG. SPRAY
FIREPROOFING

GYPSUM FINISH

STEEL COLUMN

NEW SPRAY
FIREPROOFING

XX

XX

UNTREATED STEEL COLUMN

PROTECT WITH SPRAY FIRE INSULATION

2HR ENCLOSURE DESIGN  - UL - X527 OR APPOVED SIMILAR

COL5

GYPSUM FINISH
 SEE INTERIOR DETAILS

EXISTING EXTERIOR
MASONRY WALL

EXISTING STEEL
COLUMN

STUFF CAVITY
WITH MINERAL
WOOL

SPRAY
FIREPROOFING

XX

XX

EXISTING UNTREATED STEEL COLUMN PARTIALLY RECESSED IN EXISTING MASONRY
WALL

PROTECT WITH SPRAY FIRE INSULATION & MINERAL WOOL

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1)1-1.2 (3.4") &
2HR ENCLOSURE DESIGN  - UL - X527 OR APPOVED SIMILAR

COL2

GYPSUM &
THERMAL
FINISH

EXISTING EXTERIOR
MASONRY WALL

EXISTING STEEL
COLUMN

XX

XX

EXISTING STEEL COLUMN EMBEDDED
WITHIN EXISTING MASONRY ENCLOSURE

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 1-1.2 (3.4")

COL1

GYPSUM AND
THERMAL FINISH

EXISTING BEAM COMPLETELY EMBEDDED IN
CONCRETE

2HR ENCLOSURE DESIGN - IBC TABLE 720.1 (1) 2-1.2

B1

XX

EXISTING
CONCRETE BEAM

ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

NON RATED
GYPSUM FINISH
ENCLOSURE AS

NOTED IN RCP

EXISTING BEAM PARTIALLY EMBEDDED IN CONCRETE - BOTTOM
FLANGE EXPOSED

2HR ENCLOSURE DESIGN - IBC TABLE 720.1 (1) 2-1.2 &
2HR ENCLOSURE DESIGN - UL - N708 OR APPOVED SIMILAR

B2

XX

EXISTING
CONCRETE BEAM

ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

NON RATED
GYPSUM FINISH
ENCLOSURE AS

NOTED IN RCP

SPRAY FIRE
PROOFING

1 
1/

8"

EXISTING BEAM PARTIALLY ENCLOSED IN PLASTER ENCLOSURE -

COMPLETE ENCLOSURE

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 2-3.1 &
2HR ENCLOSURE DESIGN - UL - N708 OR APPOVED SIMILAR

B3

XX

EXISTING PLASTER
ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

NON RATED
GYPSUM FINISH
ENCLOSURE AS

NOTED IN RCP

SPRAY FIRE
PROOFING

3" , MIN.

EXISTING BEAM IN PLASTER ENCLOSURE -

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 2-3.1

B3

XX

EXISTING PLASTER
ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

NON RATED
GYPSUM FINISH
ENCLOSURE AS

NOTED IN RCP

EXISTING BEAM ENCLOSED IN PLASTER ENCLOSURE

PATCH HOLES IN PLASTER ENCLOSURE (HOLES LESS THAN 144 SQ IN)

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 2-3.1 &
2HR ENCLOSURE DESIGN - UL - N708 OR APPOVED SIMILAR

B4

XX

EXISTING PLASTER
ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

SPRAY FIRE
PROOFING

UNPROTECTED EXISTING STEEL BEAM OR NEW -

PROTECT WITH SPRAY FIREPROOFING

2HR ENCLOSURE DESIGN - UL - N708 OR APPOVED SIMILAR

B6

XX

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

NON RATED
GYPSUM FINISH
ENCLOSURE AS

NOTED IN RCP

SPRAY FIRE
PROOFING

STEEL COLUMN

INTUMESCENT
FIREPROOFING

XX

XX

UNTREATED STEEL COLUMN

PROTECT WITH INTUMESCENT FIREPROOFING

2HR ENCLOSURE DESIGN - UL - X623 OR APPROVED SIMILAR

COL6

EXISTING BEAM PARTIALLY EMBEDDED IN CONCRETE -
BOTTOM FLANGE EXPOSED

SUBBASEMENT LEVEL ONLY - TREAT EXPOSED STEEL WITH
INTUMESCENT FIREPROOFING

2HR ENCLOSURE DESIGN  - IBC TABLE 720.1(1) 2-1.2 &
2HR ENCLOSURE DESIGN - UL - N609 OR APPOVED SIMILAR

B2.1

XX

EXISTING
CONCRETE BEAM

ENCLOSURE

EXISTING STEEL
BEAM

EXISTING
CONCRETE DECK

INTUMESCENT
FIREPROOFING
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2

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
3 COLUMN ENCLOSURE TYPE 3

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
4 COLUMN ENCLOSURE TYPE 4

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
5 COLUMN ENCLOSURE TYPE 5

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
2 COLUMN ENCLOSURE TYPE 2

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
1 COLUMN ENCLOSURE TYPE 1

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
7 BEAM ENCLOSURE TYPE 1

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
8 BEAM ENCLOSURE TYPE 2

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
11 BEAM ENCLOSURE TYPE 4

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
10 BEAM ENCLOSURE TYPE 3

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
12 BEAM ENCLOSURE TYPE 5

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
13 BEAM ENCLOSURE TYPE 6

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
6 COLUMN ENCLOSURE TYPE 6

0 6" 1'-0" 2'-0"3" 1 1/2" = 1'-0"
9 BEAM ENCLOSURE TYPE 2.1
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