A b o B

Applicant:

Architect:

Louis Wood

A&M Partners

120 Exchange Street
Portland, ME 04101
207-874-6959

Dierdre Pio

Gawron Turgeon Architects
29 Black Point Road
Scarborough, ME 04074

207-883-6307 x208 Inspections Division

Proposed Use of Structure: See enclosed COD
Square footage of proposed structure: 6 story 03/1 6/1 5

Existing and proposed fire protection of struc Date:

Separate Plans shall be submitted for a) supp!
the current system
A separate Life Safety Plan must include:

d.

~eoopo

Fire resistance ratings of all means of egress — 2 hour rating
Travel distance from most remote point to exit discharge — 100ft
Location of any required fire extinguishers — within 25ft
Location of emergency lighting — within 25ft

Location of exit signs — As required

NFPA 101 code summary — Enclosed

Elevators Shall be sized to fit an 80x24 stretcher: No change to elevators




