
THESE PLANS ARE APPROVED ONLY FOR THE WORK

INDICATED ON THE APPLICATION SPECIFICATION SHEET.

ALL OTHER MATTERS SHOWN ARE NOT TO BE RELIED

UPON OR TO BE CONSIDERED AS EITHER BEING

APPROVED OR IN ACCORDANCE WITH APPLICABLE CODES.

BASEMENT

BASEMENT

2" HORIZONTAL W. PIPING PITCH AT 1
4"/FT. MINIMUM

SK

WHWH-E

STAINLESS STEEL
GAUGE 16 DRIP PAN
EQUIPPED WITH
FLOODSTOPPER
SYSTEM

3
4" C.W. CONNECT TO EXISTING (V.I.F.)

LAV

WC

MSK

MSK. SK.
WC

LAV

2" V. CONNECT TO
EXISTING (V.I.F.)

4" S CONNECT TO
EXISTING (V.I.F.)

4" S CONNECT TO
EXISTING (V.I.F.)


